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1.0 INTRODUCTION 

LaBella Associates, D.P.C. (LaBella) is pleased to submit this 2016-2017 Annual Monitoring Report for the 
property located at 690 Saint Paul Street, City of Rochester, Monroe County, New York, herein after 
referred to as the “Site”.  The Site is associated with the New York State Department of Environmental 
Conservation (NYSDEC) Brownfield Cleanup Site (BCP) Site #C828159.  A site Location Map is included as 
Figure 1. 
 

LaBella was retained by Genesee Valley Real Estate Company, LLC to assist in the monitoring and 
reporting requirements associated with the Sub-Slab Depressurization System (SSDS) and indoor air 
sampling associated with BCP Site #C828159. 
 
This report has been prepared in accordance with: 
 

 Interim Site Management Plan: Sub-Slab Depressurization System (Interim SMP: SSDS) dated 
January 2010, Last Updated July 2013   

 Modification to Remedial Design Work plan: AOC #8, C828159-390 St Paul Street, Rochester, New 
York 14605 dated October 5, 2015 

 Contingency Plan Associated with Decrease in Sampling Frequency, Sub-Slab Depressurization 
System, 690 Saint Paul Street, Rochester, New York, NYSDEC BCP Site #C828159 dated November 
25, 2013 and NYSDEC response letter dated December 30, 2013, 690 St. Paul Street, Site 
#C828159, Remedial Investigation Report Schedule Modification, City of Rochester, Monroe 
County 

 
The summary of the annual monitoring of the Sub-Slab Depressurization System (SSDS) and indoor air 
monitoring is summarized below. 

2.0 INDOOR AIR MONITORING 

The following monitoring work associated with the indoor air monitoring was completed during 2016 and 
2017: 
 
Building 14B 

 indoor air quality sampling events on February 17, 2016, April 4, 2016, April 18, 2017, and June 5, 
2017 

 verification that the sub-slab depressurization system is operational on February 17, 2016, April 
18, 2017, and June 5, 2017 

 monitoring of pressure field extension points on February 17, 2016 and April 18, 2017 

 compilation of historic data for 2016 and 2017 testing results 

Building 16 

 indoor air quality sampling event on April 18, 2017 

 compilation of 2017 testing results 
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Building 22 

 indoor air quality sampling events on February 25, 2016 and April 18, 2017 

 compilation of historic data for 2016 and 2017 testing results 

 
2.1 Indoor Air Sampling 

2.1.1 Sampling Locations 

Building 14B 
For each indoor air quality sampling event conducted on February 17, 2016, April 18, 2017, and June 5, 
2017, the air samples were generally collected from Room 107 (nurses’ suite), Room 112, Room 117 and 
Room 134 from inside the first floor of Building 14B.  One sample was also collected from within the 
freight elevator in Building 14A (adjacent to Room 107C).  It should be noted that the interior of the 
elevator is open to the shaft, allowing the interior sample to be representative of the elevator shaft.  The 
attached Figure 2 depicts the sampling locations.  An outside air sample was also collected from the roof 
of Building 14B near the air intake unit for the building.  Additionally, a duplicate sample and one Matrix 
Spike/Matrix Spike Duplicate (MS/MSD) sample were collected during the sampling events.    
 
The following variations from the sampling events are noted below: 
 

 The elevator location was re-sampled on April 4, 2016 based on elevated detection of TCE in the 
air sample from this location collected on February 17, 2016.  At the time of the February 17, 
2016 sampling event, investigative derived waste was being disposed of and was likely the cause 
of the elevated TCE detection. 

 The stairwell adjacent to Room 112 (refer to Figure 2 “109 SW STAIR”) was sampled in place of 
Room 112 on April 18, 2017.  Room 112 was not accessible at the time of the sampling event. 

 On May 3, 2017 an air sample was collected from the groundwater pump and treat room to 
confirm the presence of TCE impacts to indoor air.  This sample detected TCE at a concentration 
of 73 micrograms per cubic meter (µg/m3). 

 For the June 5, 2017 sampling event only, an additional air sample was collected from Room 126 
at the request of the NYSDEC. 

 
Building 16 
The indoor air samples were collected on April 18, 2017.  Samples were collected from the approximate 
interior center of the space occupied by a machine shop and one ambient air exterior sample from an 
upwind location.  The attached Figure 2 depicts the sampling locations. 
 
Building 22 
The indoor air samples were collected on February 25, 2016 and April 18, 2017.  Samples were collected 
from the approximate interior center of the space occupied by Geva Theater and one ambient air exterior 
sample from an upwind location.  The attached Figure 2 depicts the sampling locations. 
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2.1.2 Indoor Air Sample Results 

Air samples were sent under chain of custody procedures to Centek Laboratories, LLC of Syracuse, New 
York, a National Environmental Laboratory Accreditation Conference (NELAC) certified laboratory.  The air 
samples were tested for the following: 
 
 

TABLE 2.12A 
Summary of Laboratory Analyses 

Building Laboratory Analysis 

Building 14B VOCs using USEPA Method TO-15 

Building 16 Chloroethane , Trichloroethene, Cis-1,2-dichloroethene, 1,1-
Dichloroethene , Trans-1,2-dischloroethene, Vinyl chloride 
using USEPA Method TO-15 Building 22 

 
The results of the sampling events are presented in tables included in Attachment A.  An Analytical 
Services Protocol (ASP) Category B Deliverables data packages were provided and are included as 
Attachment B (pdf version on a CD-R).  Data Usability Summary Reports (DUSRs) were also completed on 
the laboratory data packages, and are included as Attachment B.  Overall the laboratory data was 
deemed usable with some minor changes.  The minor changes (i.e., data qualifiers) are included in the 
summary tables in Attachment B.   
 
These tables also include the USEPA Building Assessment and Survey Evaluation (BASE) Database – 90th 
Percentile for comparison purposes.  The USEPA BASE was a study completed by the USEPA from 1994-
1996.  The BASE included measurement of VOCs in indoor and outdoor air at 100 randomly selected 
public and commercial office buildings across the United States.  The study excluded any buildings with 
highly publicized indoor air quality complaints; therefore, data from the study should be representative of 
conventional office buildings. 
 
In addition to the USEPA BASE Database 90th Percentile, for compounds with an established NYSDOH Air 
Guideline as found in Table 3.1 of the 2006 NYSDOH guidance (e.g. trichloroethene, tetrachloroethene, 
and methylene chloride) these values (as amended in 2013 for PCE and 2015 for TCE) were utilized in the 
data summary tables in Attachment A in favor of the USEPA BASE Database – 90th Percentile value. 
 
A comparison of the sampling event results to the NYSDOH Air Guidelines and the USEPA BASE Database 
90th Percentile value indicates the following.  
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TABLE 2.1.2B 
Building 14B Summary of Air Sample Results 

Sample 
Location 

Sample Date 

February 17, 2016 April 4, 2016 
2
 April 18, 2017 June 5, 2017 

4
 

Result 
above 
USEPA 

Database - 
90th 

Percentile 

Result 
above 

NYSDOH Air 
Guidelines 

Result 
above 
USEPA 

Database - 
90th 

Percentile 

Result 
above 

NYSDOH Air 
Guidelines 

Result 
above 
USEPA 

Database - 
90th 

Percentile 

Result 
above 

NYSDOH Air 
Guidelines 

Result 
above 
USEPA 

Database - 
90th 

Percentile 

Result 
above 

NYSDOH Air 
Guidelines 

Room 
107B 

Chloroform None 
Not 

Applicable 
Not 

Applicable 
Chloroform TCE None None 

Room 112 Chloroform None 
Not 

Applicable 
Not 

Applicable 
Not 

Applicable
3
 

Not 
Applicable

3
 

None None 

Room 117 Chloroform None 
Not 

Applicable 
Not 

Applicable 
Cis-1,2-DCE TCE None None 

Room 134 Chloroform None 
Not 

Applicable 
Not 

Applicable 
None None None None 

Elevator 
(Bldg 14A) 

None TCE None None Chloroform None Acetone None 

Roof 
(Exterior) 

None None 
Not 

Applicable 
Not 

Applicable 
Chloroform None None None 

Room 126
1
 

Not 
Applicable 

Not 
Applicable 

Not 
Applicable 

Not 
Applicable 

Not 
Applicable 

Not 
Applicable 

None None 

Stairwell
3
 

Not 
Applicable 

Not 
Applicable 

Not 
Applicable 

Not 
Applicable 

Cis-1,2-DCE TCE 
Not 

Applicable 
Not 

Applicable 

Note:  
1
 Room 126 was sampled only on June 5, 2017 at the request of the NYSDEC. 

2
 April 4, 2016 sampling event only included Building 14B elevator location due to a previous exceedance of TCE detected in the 

February 17, 2017 sampling event.  The elevated concentration of TCE was attributed to investigative derived waste (refer to 
Section 2.1.1) stored in close proximity to the sample location.  The investigative derived waste was removed prior to the April 4, 
2016 resampling of the “Elevator” location. 
3
 Room 112 was not sampled during the April 18, 2017 event, as it was not accessible.  As such, a sample was collected from the 

adjacent stairwell space. 
4
 The June 5, 2017 sampling event was conducted based on the exceedance of TCE at three sample locations during the April 18, 

2017 sampling event.  The elevated concentrations of TCE were attributed to off-gassing from the groundwater pump and 
treatment system located in the adjacent room in Building 14A (see Figure 2).  The groundwater pump and treatment system was 
shut down and mitigation measures were installed in the groundwater pump and treatment system room to prevent future off 
gassing of chemicals of concern into the occupied building spaces. 

 
 

TABLE 2.1.2C 
Building 16 Summary of Air Sample Results 

Sample Location 

Sample Date 

April 18, 2017 

Result above USEPA Database 
- 90th Percentile 

Result above NYSDOH Air 
Guidelines 

Building 16 Inside None None 

Outdoor None None 

Note: Building 16 was not sampled in 2016 
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TABLE 2.1.2D 
Building 22 Summary of Air Sample Results 

Sample Location 

Sample Date 

February 25, 2016 April 18, 2017 

Result above USEPA 
Database - 90th 

Percentile 

Result above NYSDOH Air 
Guidelines 

Result above USEPA 
Database - 90th 

Percentile 

Result above NYSDOH 
Air Guidelines 

Building 22 Inside None None None None 

Outdoor None None None None 

 

3.0 SUB-SLAB DEPRESSURIZATION SYSTEM 

On February 17, 2016 and April 18, 2017, all systems were observed to be operating properly.  Refer to 
the attached SSDS Inspection Forms included in Appendix C.  Additional details on the recent 
performance of the SSDS are provided below along with changes that have been made to the system 
since its initial operation. 
 
The system originally consisted of two separate systems (East and West).  The effectiveness of these 
systems has been monitored via the accessible ten (10) small diameter holes (monitoring points MP-1 
through MP-9 & MP-11).  [Note:  Monitoring point MP-10 was located in the central portion of room #134 
and was covered with carpet and thus not accessible after the initial sampling event.]  It should be noted 
that at the time of sampling MP-11 was covered by heavy furniture which could not be moved.  
Attachment C includes a table that presents the historical pressure readings obtained from each 
monitoring point.  As indicated in this table, MP-5 and MP-6 (located in the southwest corner of Building 
14B and in proximity to a void space under the southwest stairwell) had shown positive pressure in 2010 
and 2011.  A pilot test conducted in September 2011 demonstrated that connecting a system to vent this 
void space would produce negative pressure readings in MP-5 and MP-6 and thus, influence sub-slab 
pressure.  However, monitoring points MP-7 and MP-8 only indicated marginal influence and thus it was 
discussed that a separate vent system would be necessary in this area to enhance vacuum in the area of 
MP-7 and MP-8.   
 
In accordance with Section 6.4 of the ISMP: SSDS additional SSDS vent points and associated fans were 
proposed in a Corrective Measures Plan dated February 1, 2012 to further enhance the influence of the 
SSDS in the southwest portion of the building.  The system was designed in accordance with the New York 
State Department of Health (NYSDOH) Final Guidance for Soil Vapor Intrusion in the State of New York 
dated October 2006.  The system enhancements included installing two additional vertical points in the 
wall recesses of Rooms 114/115 and 115/117 and connecting these to a separate vent fan (identified as 
Vent System #3) and completing the void space venting system (identified as Vent System #4).  Based on 
the initial vacuum readings, a deviation from the Corrective Measures Plan was made to increase the fan 
sizes.  Specifically, Vent System #3 currently utilizes a Radonaway Model GP-501 fan and Vent System #4 
currently utilizes a Radonaway Model RP-265 fan.  Additional details on the installation of this system can 
be found in the revised ISMP dated October 2012. 
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The installation of the additional vent systems was initiated on February 20, 2012 and was completed on 
April 18, 2012.  Pressure readings collected from monitoring points MP-5 and MP-6 from the time the 
additional vent system came online until June 2012 indicated a gradual change from equilibrium (i.e., 
0.000 inches of water column (“WC)) to negative values. 
 
An SSDS was installed in Building 22 in June 2015  It should be noted that the system was installed in the 
southern, occupied portion of Building 22; the northern portion of the building is currently utilized by the 
property owner for storage.  The system is constructed with two (2) sets of three (3) vertical drops, each 
connecting to one (1) fan, as depicted on attached Figure 4.  Two (2) PFE points were installed in Building 
22 to monitoring sub-slab pressures.  As of October 2015, these points have not indicated that negative 
pressure is being sustained beneath the floor slab as a result of the SSDS operation.  As such, annual 
indoor air monitoring is being completed in the occupied portion of Building 22 until the SSDS is properly 
operating or when approval is obtained from the NYSDEC to cease monitoring or modify the monitoring 
frequency. 
 
3.1 Sub-Slab Depressurization System Maintenance 

The following maintenance was completed on the SSDS for 2016 and 2017: 
 

 SSDS Fan #1 was observed not to be operational on February 23, 2017.  The building owner was 
notified that Fan #1 was not working and a new fan was installed at an unknown date.  Fan #1 
was observed to be operating on April 13, 2017. 

4.0 CERTIFICATION 

The SSDS is in place and performing with a few exceptions as noted above.  As discussed above, 
corrective measures were implemented to enhance the performance/influence of the overall SSDS.  
 
If you have any questions, or require additional information, please do not hesitate to contact me at (585) 
295-6253. 
 
Sincerely, 
 

LABELLA  ASSOCIATES,  D.P.C. 

 
Michael F. Pelychaty, P.G. 
Environmental Geologist 
 
cc: Dante Gullace – GVRE (e-copy only 
 Chris Gullace – GVRE (e-copy only 
 Bridget Boyd – NYSDOH (e-copy only) 
 Stacie Darbey – RCSD (e-copy only 
 John Frazer – MCDOH (e-copy only 
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Building 22
Sample Sets Collected: 2

Compound

USEPA (2001) 

(BASE) Database - 

90th Percentile

90th Percentile 

of Indoor Air 

Data

1,1-Dichloroethene 9.4 0.59 0.59 0.00 0.59 0.59 0.59 U 0.59 U
Chloroethane <1.1 0.4 0.40 0.00 0.40 0.40 0.40 U 0.40 U
trans-1,2-Dichloroethene 1.1 0.59 0.59 0.00 0.59 0.59 0.59 U 0.59 U
Trichloroethene 2* 0.59 0.59 0.00 0.59 0.59 0.59 U 0.59 U
Vinyl Chloride <1.8 0.21 0.21 0.00 0.21 0.21 0.21 U 0.21 U
Total VOCs 0.10 0.00 0.10 0.10 0.1 U 0.1 U

Notes:

 - Results reported in ug/m3

  - Bold denotes value is greater than the NYSDOH Air Guideline (see above) or if there is no NYSDOH Air Guideline then the value is greater than the USEPA BASE Database 
    90th Percentile, see above.
 - U qualifier denotes laboratory identifed as 'non-detect' at the detection limit shown.
 - R qualifier denotes data felt to be unreliable and therefore rejected
 - Compounds listed represent sub-set of complete list of VOCs tested (USEPA TO-15)
 - 90th Percentile of Indoor Air Data calculated based on the following Microsoft Excel formula: ROUND((90/100*number of data points+0.5),0)
 - Mean, Standard Deviation, and Range are inclusive of all analytical results including "non-detect" concentrations (as qualified by "U" qualifier).  Non-detect concentrations were 
   determined by using the reported laboratory method detection limit provided by the analytical laboratory.

* Asterik indicates the value listed is the New York State Department of Health (NYSDOH) Air Guideline established in Table 3.1 of the NYSDOH Guidance titled "Evaluating Soil Vapor Intrusion in the State of New 

York", October 2006 and ammendments for PCE in 2013 and TCE in 2015.  The USEPA BASE Database (see below) was also provided for typical background for commercial buildings in order to evaluate 

compounds not listed in the Table 3.1 of the NYSDOH Guidance.

 - USEPA Building Assessment and Survey Evaluation (BASE) Database (90th Percentile).  As recommended in Section 3.2.4 of the NYSDOH Guidance (Refer to Footnote "1") this database is referenced for the 

indoor air sampling results.  This database is also referenced to provide initial benchmarks for comparison to the air sampling data and does not represent regulatory standards or compliance values.

2/25/2016Mean St Deviation
Range 

(Minimum)

Range 

(Maximum)
4/18/2017
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Building 16 
Sample Sets Collected: 1

Compound

USEPA (2001) 

(BASE) Database - 

90th Percentile

90th Percentile 

of Indoor Air 

Data

1,1-Dichloroethene 9.4 0.59 NA NA NA NA 0.59 UJ
Chloroethane <1.1 0.4 NA NA NA NA 0.40 UJ
trans-1,2-Dichloroethene 1.1 0.59 NA NA NA NA 0.59 UJ
Trichloroethene 2* 0.59 NA NA NA NA 0.59 UJ
Vinyl Chloride <1.8 0.48 NA NA NA NA 0.48 J
Total VOCs NA NA NA NA 0.1 UJ

Notes:

 - Results reported in ug/m3

  - Bold denotes value is greater than the NYSDOH Air Guideline (see above) or if there is no NYSDOH Air Guideline then the value is greater than the USEPA BASE Database 
    90th Percentile, see above.
 - U qualifier denotes laboratory identifed as 'non-detect' at the detection limit shown.
 - R qualifier denotes data felt to be unreliable and therefore rejected
 - Compounds listed represent sub-set of complete list of VOCs tested (USEPA TO-15)
 - 90th Percentile of Indoor Air Data calculated based on the following Microsoft Excel formula: ROUND((90/100*number of data points+0.5),0)
 - Mean, Standard Deviation, and Range are inclusive of all analytical results including "non-detect" concentrations (as qualified by "U" qualifier).  Non-detect concentrations were 
   determined by using the reported laboratory method detection limit provided by the analytical laboratory.
- NA denotes Not Applicable

* Asterik indicates the value listed is the New York State Department of Health (NYSDOH) Air Guideline established in Table 3.1 of the NYSDOH Guidance titled "Evaluating Soil Vapor Intrusion 

in the State of New York", October 2006 and ammendments for PCE in 2013 and TCE in 2015.  The USEPA BASE Database (see below) was also provided for typical background for commercial 

buildings in order to evaluate compounds not listed in the Table 3.1 of the NYSDOH Guidance.

 - USEPA Building Assessment and Survey Evaluation (BASE) Database (90th Percentile).  As recommended in Section 3.2.4 of the NYSDOH Guidance (Refer to Footnote "1") this database is 

referenced for the indoor air sampling results.  This database is also referenced to provide initial benchmarks for comparison to the air sampling data and does not represent regulatory 

standards or compliance values.

Mean St Deviation
Range 

(Minimum)

Range 

(Maximum)
4/18/2017
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Building 14A Elevator
Sample Sets Collected: 13

Compound

USEPA (2001) 

(BASE) Database - 

90th Percentile

90th Percentile 

of Indoor Air 

Data

4/18/2017 6/5/2017

1,1,1-Trichloroethane 20.6 0.83 0.83 0.00 0.82 0.83 0.55 J 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 UJ 0.82 U 0.82 U 0.82 U 0.82 U 0.82 U
1,2,4-Trimethylbenzene 9.5 7 3.02 3.41 0.74 12.00 5.8 1.1 UJ 2.4 0.9 1.8 J 12 3.7 1.8 J 0.74 U 1.1 U 4.7 J 1.1 U 7.3
1,3,5-Trimethylbenzene 3.7 3.3 1.44 0.98 0.74 3.90 2.5 1.3 0.95 0.75 U 0.75 U 3.9 1.8 0.75 J 0.74 U 1.8 1.7 J 0.59 J 3.5
Acetone 98.9 76.4 30.27 17.89 7.70 54.00 82 45 46 41 11 47 22 54 J 7.7 17 J 12 J 18 J 100
Benzene 9.4 1.89 1.33 0.73 0.49 2.70 1.6 1.8 0.88 0.52 1.5 1.50 0.75 0.49 UJ 1.8 2.7 2.0 J 1.3 1.9
Chloroethane <1.1 0.4 0.40 0.00 0.40 0.40 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 UJ 0.40 U 0.4 U 0.4 U 0.4 U 0.4 U
Chloroform 1.1 9.22 7.59 15.24 0.74 50.00 0.74 U 0.74 U 0.74 U 0.74 U 10 0.74 U 0.74 50 J 5.1 6.1 1 J 1.3 0.59
Chloromethane 3.7 1.66 0.97 0.42 0.31 1.70 1.0 0.90 0.90 0.31 U 0.31 U 1.30 1 1.2 J 0.99 1.1 1.7 J 1.5 1.9
cis-1,2,-Dichloroethene <1.9 1.206 0.88 0.68 0.44 2.70 0.60 U 0.60 U 0.60 U 0.60 U 0.77 2.70 0.60 U 0.64 J 0.59 U 1.3 0.44 J 0.83 0.59 U
Cyclohexane NL 1.64 0.87 0.39 0.52 1.70 3.9 1.2 1.0 0.52 U 0.52 U 1.7 0.52 U 0.52 UJ 0.69 1.1 0.93 J 0.48 J 1.4
Ethylbenzene 5.7 1.72 1.32 1.05 0.66 4.10 1.3 1.4 0.66 0.66 UJ 0.75 4.1 0.66 1.0 J 0.96 1.8 1.2 J 0.69 1.2
Heptane NL 3.28 2.64 3.70 0.62 13.00 3.4 1.5 1.0 0.62 U 0.83 2.8 1.7 13.0 J 1.2 1.8 1.9 J 0.78 1.4
Isopropyl Alcohol NL 30 8.78 10.19 0.37 34.00 12 J 14 J 4.4 J 14 0.37 U 9.5 0.37 U 34 J 5.1 J 4.3 J 1.8 J 5 100
m&p-Xylene 22.2 6.36 4.83 4.87 0.93 18.00 5.0 4.5 2.3 0.93 J 2.6 18 3.2 3.7 J 2.5 6.7 3.9 J 2.5 5
Methyl Ethyl Ketone NL 5.28 2.33 1.37 0.88 5.40 4.8 5.4 3.0 1.4 J 0.90 U 3.1 2.2 2.7 J 0.88 U 2.5 J 1.2 UJ 1.6 J 9.4
Methyl Isobutyl Ketone NL 1.2 1.13 0.21 0.58 1.20 0.50 J 0.58 J 1.2 UJ 1.20 UJ 1.2 UJ 1.2 U NA R 1.2 UJ 1.2 U 1.2 U 1.2 UJ 0.57 J 0.78
Methylene Chloride 60* 6.92 2.85 2.64 0.53 7.00 5.4 7.0 2.7 0.95 5.6 7.0 0.53 0.95 J 0.73 1.8 J 1.2 J 1.2 J 6.6
o-Xylene 7.9 2.52 1.78 1.36 0.66 5.30 2.2 2.0 1.1 0.66 U 0.93 5.3 1.2 1.5 J 0.96 2.6 1.5 J 0.96 2
Tetrachloroethylene 30* 1.24 2.10 3.48 0.68 12.00 1.0 U 1.0 U 1.0 U 1.0 U 1.0 UJ 12.0 J 1.3 1.0 UJ 1.0 U 1 U 0.68 J 1 U 1 U
Toluene 43.0 11.6 6.86 3.73 1.60 13.00 9.6 13 4.9 1.6 4.0 12 10 4.5 J 5.8 7.9 J 4.9 J 3.4 7.5
Trichloroethene 2* 1.52 1.12 0.91 0.38 3.60 0.66 J 0.38 J 0.82 UJ 0.98 0.66 1.2 J 0.87 0.98 J 0.59 3.6 1.1 J 0.91 1.6
Total VOCs 81.84 47.02 34.12 175.16 144.95 104.63 77.78 70.57 46.72 148.27 54.37 175.16 34.12 64.1 42.65 41.54 243.48
BTEX & Trimethylbenzenes 18.88 14.99 0.00 55.30 28 25.1 13.19 6.02 0 55.3 20.56 13.25 12.02 23.5 19.9 10.54 28.4

Notes:

 - Results reported in ug/m3

  - Bold denotes value is greater than the NYSDOH Air Guideline (see above) or if there is no NYSDOH Air Guideline then the value is greater than the USEPA BASE Database 
    90th Percentile, see above.
 - U qualifier denotes laboratory identifed as 'non-detect' at the detection limit shown.
 - R qualifier denotes data felt to be unreliable and therefore rejected
 - Compounds listed represent sub-set of complete list of VOCs tested (USEPA TO-15)
 - 90th Percentile of Indoor Air Data calculated based on the following Microsoft Excel formula: ROUND((90/100*number of data points+0.5),0)
 - Mean, Standard Deviation, and Range are inclusive of all analytical results including "non-detect" concentrations (as qualified by "U" qualifier).  Non-detect concentrations were 
   determined by using the reported laboratory method detection limit provided by the analytical laboratory.

Elevator 

Interior - 

March 21, 

2013

June 27, 2013

Elevator - 

February 17, 

2016

Elevator (IN-01)- 

April 4, 2016

Elevator - 

January 27, 

2015

Elevator - 

January 28, 

2014

1st Floor 

Elevator - 

September 

20, 2013

Elevator 

Interior - Nov. 

12, 2012

 - USEPA Building Assessment and Survey Evaluation (BASE) Database (90th Percentile).  As recommended in Section 3.2.4 of the NYSDOH Guidance (Refer to Footnote "1") this database is 

referenced for the indoor air sampling results.  This database is also referenced to provide initial benchmarks for comparison to the air sampling data and does not represent regulatory 

standards or compliance values.

Mean St Deviation
Range 

(Minimum)

Range 

(Maximum)

* Asterik indicates the value listed is the New York State Department of Health (NYSDOH) Air Guideline established in Table 3.1 of the NYSDOH Guidance titled "Evaluating Soil Vapor Intrusion 

in the State of New York", October 2006 and ammendments for PCE in 2013 and TCE in 2015.  The USEPA BASE Database (see below) was also provided for typical background for commercial 

buildings in order to evaluate compounds not listed in the Table 3.1 of the NYSDOH Guidance.

Elevator 

Interior - July 

24, 2012

1st Floor 

Elevator 

Exterior - July 

24, 2012

4th Floor 

Elevator 

Exterior - July 

24, 2012
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Room 117
Total Samples Collected: 57

Duplicate Duplicate MS/MSD Duplicate

Room 117

USEPA (2001) (BASE) 

Database - 90th 

Percentile

90th Percentile of 

Indoor Air Data
8/15/2008 9/3/2008 9/5/2008 9/5/2008 9/10/2008 9/18/2008 9/18/2008 9/25/2008 10/15/2008 11/25/2008 11/25/2008 12/17/2008 12/23/2008 1/16/2009 1/16/2009 4/17/2009 6/3/2009 6/3/2009 6/24/2009 7/21/2009 8/20/2009 9/24/2009 10/29/2009 11/18/2009 12/21/2009 1/27/2010 3/1/2010 3/30/2010

1,1,1-Trichloroethane 20.6 0.83 0.55 3.3 0.832 u 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U
1,2,4-Trimethylbenzene 9.5 5.86 0.54 15 2.8 3.9 5.1 5.7 2.65 1.65 1.55 2.7 3.35 3.2 3.65 7.99 12.5 15 12 2.4 3.2 3.3 2.6 2.5 6.1 1.1 2 1.8 0.8 4.1 0.8 0.75 U
1,3,5-Trimethylbenzene 3.7 2.78 0.50 7.5 1.1 2.05 2.5 2.25 1.8 0.7 0.849 1.05 1.1 0.75 0.899 4.35 7.5 5.5 3.55 0.65 1.8 1.1 1.4 0.75 1.5 0.75 U 0.75 U 0.65 0.75 U 0.95 0.75 U 1.1 U
Acetone 98.9 96.20 0.83 210 17.1 82.1 67.6 77.3 52.4 86.9 76.3 33.8 37.7 28.7 14 30.2 20.3 40.1 36.7 34 35 37 40 15 40 18 24 21 11 12 21 28
Benzene 9.4 1.68 0.32 3.9 0.552 1.75 1.07 1.04 0.649 0.455 0.39 0.649 0.649 0.812 0.909 2.34 1.56 1.3 1.27 0.71 0.84 0.94 0.84 0.88 0.68 0.45 0.91 0.88 0.65 0.55 0.55 0.58
Chloroethane <1.1 0.40 0.40 0.402 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.40 U
Chloroform 1.1 6.82 0.50 13 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 1.14 3.77 3.82 3.13 0.744 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.55 3.2 0.74 U 0.74 U
Chloromethane 3.7 1.34 0.31 2.2 0.609 0.84 0.315 U 1.13 1.39 0.441 0.672 0.693 1.15 0.819 0.924 1.09 1.74 1.09 1.22 0.73 1.4 1.2 0.84 0.76 1.2 0.71 0.31 U 0.92 0.52 0.78 0.9 0.88
cis-1,2,-Dichloroethene <1.9 1.30 0.32 2.9 0.604 U 0.604 U 0.564 0.604 U 0.604 0.604 U 0.604 U 0.604 U 0.604 U 1.33 0.604 U 0.604 U 0.806 0.846 0.604 U 0.604 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.32 J
Cyclohexane NL 1.66 0.42 7.1 0.385 1.19 0.84 1.08 0.91 0.525 U 0.525 U 0.525 U 0.525 U 0.525 U 0.525 U 0.945 0.525 U 0.595 U 0.7 0.525 U 0.52 U 5.6 0.52 U 0.52 U 3.5 0.52 U 0.52 U 0.52 U 0.52 U 0.42 0.52 U 0.52 U
Ethylbenzene 5.7 3.16 0.43 15 0.53 28.2 3.31 3.84 1.46 0.662 0.53 4.9 0.794 0.839 0.883 2.74 1.9 0.706 0.53 0.57 9.3 15 2.3 0.79 0.79 0.49 0.71 0.49 0.66 U 0.44 0.66 U 0.44
Heptane NL 4.58 0.53 8.5 1.54 1.83 2.75 2.46 1.58 1 0.916 0.791 0.625 0.583 0.625 1.92 1.92 0.958 0.708 0.71 0.83 0.96 2.6 0.62 U 1.4 0.62 U 1.2 1.2 0.67 0.67 0.98 1.5
Isopropyl Alcohol NL 102.14 0.37 380 2.1 52.7 299 326 23.7 732 668 30 132 45.2 35.2 41 24.2 214 96.9 63 75 170 51 8 59 7 29 39 0.37 U 11 33 16
m&p-Xylene 22.2 6.58 0.61 12 1.32 9.89 11.5 11.7 4.77 1.77 1.59 16.3 2.52 2.3 2.56 11 6.4 2.12 1.63 1.8 2.8 3.1 5.7 U 2.7 2.4 1.3 2.1 1.3 0.88 1.1 0.84 0.75 J
Methyl Ethyl Ketone NL 5.30 0.69 13 1.14 5.7 7.49 8.99 3.12 1.95 1.98 1.74 2.25 1.25 1.25 1.77 1.25 1.14 0.749 1.1 1.2 1.7 1.9 1.5 1.9 0.81 1.4 0.87 5.6 1.5 0.69 1.0
Methyl Isobutyl Ketone NL 1.63 0.50 47 1.37 1.25 U 2.37 2.08 1.58 0.749 0.5 0.583 5.95 2.21 1.58 1.79 1.67 0.833 0.625 47 4.7 5.4 2.8 1.2 U 1.1 1.2 U 1.2 U 1.2 U 1.8 U 1.2 U 1.2 U 1.2 U
Methylene Chloride 60* 4.26 0.49 6.3 0.918 1.13 1.98 0.742 1.55 1.09 0.742 2.97 1.06 1.02 0.953 2.26 1.34 1.84 1.34 0.71 1.1 1.2 1.2 2.3 0.53 U 0.49 1.1 1.1 1.3 0.99 1.1 1.4
o-Xylene 7.9 2.74 0.44 4.5 0.662 2.34 2.56 2.56 1.37 0.662 0.662 7.06 0.883 0.794 0.883 3.66 2.69 1.15 0.971 0.75 0.88 0.93 3.1 1.1 1 0.44 0.84 0.53 0.66 U 0.53 0.66 U 0.66 U
Tetrachloroethylene 30* 1.51 0.90 35 1.03 U 1.03 U 1.03 U 1.03 U 1.03 U 1.03 U 1.03 U 1.03 U 1.03 U 1.03 U 1.03 U 1.03 U 1.03 U 2.76 1.31 1.03 U 1 U 1 U 1 U 1 U 1 U 1 U 1.8 1 U 3 1 U 1 U 1.0 U
Toluene 43.0 13.40 0.83 150 4.56 9.19 10.3 9.54 4.02 3.06 4.56 3.56 3.64 4.06 3.64 13 3.26 3.1 2.37 3.1 5.4 6.5 4 3.3 3.9 2.4 6.9 2.4 3 2.1 3 2.5
Trichloroethene 2* 3.26 0.21 5.7 1.42 1.2 1.91 1.64 1.8 0.765 0.601 0.437 0.655 2.68 0.546 0.382 1.53 1.31 0.546 0.44 0.6 0.6 0.6 0.87 1.3 0.22 U 0.82 0.76 1.2 0.33 2 1.3
Total VOCs 21.09 438.02 41.718 208.872 424.167 461.664 108.361 837.991 763.979 111.37 198.463 100.08 72.639 130.445 97.125 299.402 168.087 161.807 148.14 258.1 124.97 46.36 129.87 40.07 78.13 78.19 35.76 44.69 72.22 61.87
BTEX & Trimethylbenzenes 3.15 171.7 10.972 55.57 35.27 35.59 16.07 8.504 9.741 35.57 12.287 11.943 12.515 42.74 34.25 27.576 21.051 9.27 23.38 29.93 19.1 11.14 15.69 6.48 13.3 7.17 6.75 9.22 6.71 6.2

Duplicate &
DUP Duplicate Duplicate Duplicate Duplicate Duplicate Duplicate MS/MSD

Room 117

USEPA (2001) (BASE) 

Database - 90th 

Percentile

90th Percentile of 

Indoor Air Data
5/6/2010 6/1/2010 6/29/2010 7/26/2010 7/26/2010 10/8/2010 12/28/2010 2/17/2011 6/30/2011 8/8/2011 12/28/2011 3/30/2012 6/19/2012 7/24/2012 7/24/2012 11/12/2012 11/12/2012 3/21/2013 3/21/2013 6/27/2013 9/20/2013 9/20/2013 1/28/2014 1/28/2014 1/27/2015 1/27/2015 2/17/2016 2/17/2016 4/18/2017 4/18/2017 6/5/2017

1,1,1-Trichloroethane 20.6 0.83 0.83 U 0.83 U 0.83 U 2.8 3.3 0.83 U 0.83 U 0.83 0.83 U,J 0.83 U 0.83 U 0.83 U 0.55 J 0.83 U 0.78 J 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.82 U 0.82 U 0.82 U 0.82 U 0.82 U 0.82 U 0.82 U
1,2,4-Trimethylbenzene 9.5 5.86 4.0 U 1.1 U 1.1 U 11 1.1 U 5.6 5.7 7.8 5.3 5.1 1.9 1.6 J 4.2 4.4 4.6 2 2.8 1.4 1.1 1.6 4 4 1.2 1.2 0.79 1.2 0.5 J 0.59 J 0.74 U 0.74 U 0.64
1,3,5-Trimethylbenzene 3.7 2.78 1.1 U 0.75 U 0.95 2.9 3.3 1.4 1.4 2.6 2.7 2.10 0.7 0.50 J 3.5 0.75 U 0.75 U 0.8 1.3 0.75 U 0.70 J 1.6 2.3 2.5 0.60 J 0.60 J 0.74 U 0.64 J 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U
Acetone 98.9 96.20 59 34 34 110 87 46 58 85 120 110 35 20 66 140 210 42 52 21 5.1 44 70 28 49 J 49 J 0.83 14 12 J 12 J 28 J 20 J 41
Benzene 9.4 1.68 0.45 J 0.39 J 0.39 J 1.6 1.6 1.6 1.9 2.5 1.4 2.0 0.91 1.1 0.88 1.4 1.5 0.65 0.68 1.0 0.49 U 0.49 1.4 1.2 1.2 1.2 1.8 0.89 3.9 1.1 0.48 U 0.32 J 0.93
Chloroethane <1.1 0.40 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.4 U 0.4 U 0.40 U 0.40 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U
Chloroform 1.1 6.82 0.74 U 0.74 U 0.74 U 1.0 1.2 6.7 6.1 0.89 13 0.55 8.1 3.8 0.89 0.50 J 0.55 J 0.74 U 0.74 U 7.0 0.69 J 0.74 U 0.74 U 0.74 U 13 13 0.68 J 2.6 1.3 1.2 0.88 0.88 0.73 U
Chloromethane 3.7 1.34 0.78 1.1 0.76 0.31 U 0.31 U 1.6 0.90 1.10 0.31 U 0.31 U 0.31 U 0.31 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 2.2 0.48 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 1.2 0.91 1.3 1.2 2.1 1.7 0.31 U
cis-1,2,-Dichloroethene <1.9 1.30 0.60 U 0.60 U 0.60 U 1.0 1.1 1.6 0.97 0.6 2.2 0.64 0.73 0.48 0.56 J 0.60 U 0.60 U 0.6 U 0.6 U 0.52 J 0.60 U 2.9 0.6 U 0.6 U 0.64 0.64 0.59 U 0.59 U 0.59 U 0.59 U 2.9 2.9 0.59 U
Cyclohexane NL 1.66 0.52 U 0.52 U 0.52 U 7.1 0.52 U 0.52 U 1.5 0.52 0.52 U 5.6 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.59 0.52 U 0.73 0.52 U 0.49 J 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 1.5 1.9 0.52 U 0.52 U 1.1
Ethylbenzene 5.7 3.16 0.93 0.66 1.1 3.4 3.9 2.0 1.7 4.2 2.1 3.0 0.88 0.62 1.5 1.4 1.4 0.62 J 0.79 J 0.57 J 0.66 U 0.53 J 1.2 1.2 0.71 0.71 0.87 0.43 J 0.48 0.65 U 0.65 U 0.65 U 0.65
Heptane NL 4.58 1.4 2.3 1.5 4.5 4.7 4.7 2.6 3.3 5.1 8.5 1.5 2.4 6.5 4.0 4.5 0.92 0.75 0.92 0.62 U 0.62 U 4.5 3.8 4.1 J 3.6 J 1.1 0.61 U 2.3 0.7 0.53 J 0.61 3
Isopropyl Alcohol NL 102.14 31 23 30 58 47 49 15 20 93 47 12 16 J 30 110 J 170 J 20 22 17 2.1 11 10 12 5.5 J 23 J 1.6 2.7 5 J 5.2 J 20 15 380
m&p-Xylene 22.2 6.58 3.1 1.3 2.2 8.9 9.3 6.3 5.6 12 7.0 9.2 3.2 2.0 5.3 4.4 4.6 2.1 3.4 1.8 0.79 J 1.1 J 5.3 5.3 2.3 2.8 2.1 1.1 J 1.0 1.1 0.65 J 0.61 1.5
Methyl Ethyl Ketone NL 5.30 1.6 2.2 0.93 2.9 2.6 3.1 0.90 U 0.90 5.1 11 1.2 U 5.1 J 13 6.3 J 9.9 2 J 2.2 J 1.3 0.90 U 2.8 3.1 3 1.2 J 1.3 J 1.0 0.83 J 1.6 J 1.2 U 1.4 J 1.5 J 2.2
Methyl Isobutyl Ketone NL 1.63 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.0 J 1.2 U 1.2 1.3 J 1.0 J 1.2 U 1.2 UJ 1.2 U 0.83 J 0.83 J 0.55 U 1.2 UJ 1.2 U 1.2 U 1.2 U NA R NA R 1.2 UJ 1.2 UJ 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 0.7 J 1.2 U
Methylene Chloride 60* 4.26 0.95 1.1 1.1 5.7 5.8 2.2 5.9 4.5 6.3 1.6 3.6 3.7 1.5 3.5 4.1 1.2 1.1 2.6 1.1 0.53 U 0.88 0.85 0.6 0.88 1.4 1.3 1.4 J 1.4 J 0.63 J 0.52 J 1.8
o-Xylene 7.9 2.74 1.5 0.57 J 1.0 4.0 4.1 2.4 2.5 4.5 2.4 3.2 1.3 0.71 2.0 2.0 2.0 0.93 1.6 0.62 J 0.49 J 0.66 U 1.9 1.9 1.0 1.2 0.87 0.52 J 0.65 U 0.69 0.65 U 0.65 U 0.74
Tetrachloroethylene 30* 1.51 1.0 U 1.0 U 1.0 U 1.0 1.0 U 1.0 U 35 1.0 1.0 U 1.0 U 1.0 U 1.0 U 1.0 U 1.0 U 1.0 U 1 U 1 U 1.0 U 1.0 U 6.5 J 1 U 0.9 1.0 U 1.0 U 1.0 U 1.0 U 1 U 1 U 1 U 1 U 1 U
Toluene 43.0 13.40 6.9 3.4 4.5 18 150 8.8 10 8.5 8.0 15 3.6 4.0 12 11 14 7.1 13 2.3 1.1 5.2 16 10 2.4 2.4 7.2 1.5 3.4 J 3.1 J 0.83 0.83 6.8
Trichloroethene 2* 3.26 1.1 0.44 0.22 U 3.8 3.7 3.5 1.4 2.1 5.7 J 4.1 0.98 0.98 1.4 1.4 J 1.5 J 1.1 0.87 0.71 0.22 J 0.98 J 0.98 0.66 0.76 0.76 0.21 U 0.21 U 0.43 0.43 3 3.1 0.21 U
Total VOCs 119.1 77.6 85.04 249.51 333.13 150.25 159.5 164.44 283.66 232.13 79.86 67.25 153.21 295.54 433.84 86.44 108.09 65.85 21.09 84.48 125.96 78.71 88.47 106.55 21.4 28.6 35.7 29.92 58.36 44.83 438.02
BTEX & Trimethylbenzenes 17.53 7.78 10.85 48.2 171.7 26.5 26.9 39.6 27.5 39.6 12.49 10.53 29.38 25.35 28.85 14.2 23.57 8.44 5.33 11.18 32.1 26.1 9.41 10.11 13.63 6.3 9.3 6.58 3.35 3.15 10.61

Notes:

 - U qualifier denotes laboratory identifed as 'non-detect' at the detection limit shown.
 - R qualifier denotes data felt to be unreliable and therefore rejected
 - Compounds listed represent sub-set of complete list of VOCs tested (USEPA TO-15)
 - Duplicate identifies a Duplicate Sample collected from this location
 - MS/MSD identifies a Matrix Spike/Matrix Spike Duplicate Sample was collected from this location for Quality Control purposes.
 - 90th Percentile of Indoor Air Data calculated based on the following Microsoft Excel formula: ROUND((90/100*number of data points+0.5),0)
 - Mean, Standard Deviation, and Range are inclusive of all analytical results including "non-detect" concentrations (as qualified by "U" qualifier).  Non-detect concentrations were determined by using the reported laboratory method detection limit provided by the analytical laboratory.

Range 

(Maximum)

3.11

6.12

0.41

2.67

0.48
3.07

3.56
141.63

0.00
0.63

37.01
1.31

Range 

(Minimum)

0.40
2.21

2.04

 - USEPA Building Assessment and Survey Evaluation (BASE) Database (90th Percentile).  As recommended in Section 3.2.4 of the NYSDOH Guidance (Refer to Footnote "1") this database is referenced for the indoor air sampling results.  This database is also referenced to provide initial benchmarks for comparison to the air sampling data and does not represent regulatory standards or compliance values.

1.50

2.42

71.91
1.70
4.16
1.30
0.56
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1.82
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* Asterik indicates the value listed is the New York State Department of Health (NYSDOH) Air Guideline established in Table 3.1 of the NYSDOH Guidance titled "Evaluating Soil Vapor Intrusion in the State of New York", October 2006 and ammendments for PCE in 2013 and TCE in 2015.  

The USEPA BASE Database (see below) was also provided for typical background for commercial buildings in order to evaluate compounds not listed in the Table 3.1 of the NYSDOH Guidance.

  - Bold denotes value is greater than the NYSDOH Air Guideline (see above) or if there is no NYSDOH Air Guideline then the value is greater than the USEPA BASE Database 90th Percentile, see above.

1.83
2.31

19.21
4.47
1.26
1.44

 - Results reported in ug/m3

Mean St Deviation

23.46
163.50

0.82
0.81

1.62
0.97

1.50

3.56

3.41

0.91

1.06
45.23

154.93
1.25
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Tables

690 Saint Paul Street, Rochester, New York

NYSDEC BCP ID No. C828159

LaBella Project No. 209280



Room 134
Total Samples Collected: 52

Duplicate Duplicate Duplicate Rm 133 Room 135 Rm 135 Dup

Room 134

USEPA (2001) (BASE) 

Database - 90th Percentile

90th Percentile of Indoor 

Air Data
8/15/2008 9/3/2008 9/5/2008 9/10/2008 9/10/2008 9/18/2008 9/25/2008 10/15/2008 11/25/2008 11/25/2008 12/17/2008 12/17/2008 12/17/2008 12/23/2008 12/23/2008 12/23/2008 1/16/2009 4/17/2009 6/3/2009 6/24/2009 7/21/2009 8/20/2009 9/24/2009 10/29/2009

1,1,1-Trichloroethane 20.6 0.832 0.85 0.10 0.82 1.4 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U
1,2,4-Trimethylbenzene 9.5 7 3.95 5.40 0.55 30 1.85 5.35 6.3 3.8 3.75 6.6 1.7 2.55 2.4 2.45 24.5 30 5.2 7 7 7 10.7 1.8 1.8 2.1 2.5 2.2 2.7 0.75
1,3,5-Trimethylbenzene 3.7 2.825 1.66 1.87 0.60 10.8 0.849 2.25 2.55 2 2 1.25 0.7 0.8 0.65 0.949 7 10.8 2 4.45 4.75 5 2.85 0.6 0.75 U 0.85 0.8 0.65 0.9 0.75 U
Acetone 98.9 50.53 37.02 42.75 0.48 230 18.3 42 50.7 41.5 41.8 20.8 24.4 18.6 28 0.724 U 26.3 28.5 20 23.9 17.4 21.7 21.2 25 28 29 21 32 22 17
Benzene 9.4 1.769 1.02 0.74 0.32 4.71 0.584 1.88 0.909 0.617 0.617 0.52 0.617 0.617 0.974 4.71 2.34 1.98 1.4 1.49 1.23 1.43 1.23 0.75 0.91 0.75 0.68 0.52 0.88 0.68
Chloroethane <1.1 0.402 0.40 0.01 0.30 0.402 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.295 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U
Chloroform 1.1 2.888 1.42 1.55 0.50 9.1 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 1.84 2.43 2.78 2.33 0.744 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U
Chloromethane 3.7 1.2 0.80 0.36 0.31 1.8 0.777 0.84 0.882 1.18 1.05 0.609 0.714 0.798 0.819 1.09 0.903 0.987 0.966 1.55 0.315 U 0.315 U 0.315 U 0.92 1.2 0.94 0.88 0.97 0.78 0.67
cis-1,2,-Dichloroethene <1.9 0.981 0.80 0.66 0.44 3.3 0.685 0.604 U 0.604 U 0.685 0.604 U 0.604 U 0.604 U 0.604 U 0.604 U 3.3 0.604 U 0.604 U 0.604 U 0.443 0.524 0.604 U 0.524 0.604 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U
Cyclohexane NL 0.937 1.89 8.26 0.52 58.8 0.525 U 1.26 0.63 0.7 0.665 0.525 U 0.525 U 0.525 U 0.91 58.8 0.735 0.735 0.7 0.595 0.595 0.595 0.525 U 0.525 U 0.52 U 0.94 0.52 U 0.52 U 0.52 U 0.52 U
Ethylbenzene 5.7 2.812 1.40 1.41 0.44 5.78 0.662 U 5.56 5.03 2.82 2.74 0.927 1.59 1.19 0.794 0.839 5.78 5.61 1.32 1.63 1.41 1.72 0.971 0.53 0.71 0.84 0.75 0.53 0.75 0.49
Heptane NL 3.06 1.88 2.20 0.54 15 1.5 2.54 2.42 1.37 1.29 1.12 1 1.04 1.67 15 2.08 2.37 1.67 1.92 1.83 2.29 0.958 0.96 0.67 0.87 1 0.62 U 1.2 0.62 U
Isopropyl Alcohol NL 63.75 33.73 43.10 0.37 220 3.07 23.5 12.2 47.5 49.5 43.7 12.7 34.5 61.5 27.7 30.5 34.7 183 14.7 17.5 20.5 28.7 35 75 20 13 12 39 14
m&p-Xylene 22.2 10.605 4.07 4.41 0.49 17.7 1.19 17.6 17.7 10.7 9.75 2.87 2.87 4.55 2.12 2.6 13.2 14.1 4.33 5.16 7.68 7.59 1.9 1.5 1.8 2.6 2.4 1.5 2.3 1.3
Methyl Ethyl Ketone NL 5.616 2.34 2.14 0.66 9.89 1.23 7.49 9.89 3.03 2.88 2.19 1.65 1.32 1.74 5.64 1.29 1.38 1.41 1.08 1.02 1.35 0.929 1.3 1.2 1.8 2 1.6 1.4 0.84
Methyl Isobutyl Ketone NL 2.17 1.93 2.18 0.58 12 1.37 2.17 2.08 1.54 1.33 8.12 U 0.916 0.833 8.91 5.45 1.62 2.08 1.46 1.67 1.54 1.87 0.916 4 12 0.96 U 1.2 U 0.75 1.2 U 1.2 U
Methylene Chloride 60* 4.379 2.35 4.62 0.42 33 1.02 4.41 2.65 3.99 4.1 1.2 4.03 0.777 0.953 1.48 1.87 1.98 2.3 0.953 0.953 1.17 1.45 0.74 0.56 1.4 0.71 1.2 0.95 0.6
o-Xylene 7.9 3.253 1.61 1.82 0.44 9.36 0.53 3.75 3.8 3.27 2.56 0.927 1.02 0.883 0.75 0.971 9.36 8.3 1.41 1.94 2.87 2.91 0.927 0.71 0.57 0.93 0.93 0.57 0.79 0.53
Tetrachloroethylene 30* 1.183 1.75 4.17 0.69 30 1.03 U 0.758 1.03 U 0.758 0.896 1.03 U 1.03 U 1.03 U 1.03 U 1.31 1.03 U 1.03 U 1.03 U 1.03 U 1.03 U 0.689 1.45 1.03 U 1.2 1 U 1 U 1 U 1 U 1 U
Toluene 43.0 9.2 4.62 3.44 0.57 15 3.64 9.19 6.86 4.18 3.87 3.14 3.14 2.49 2.95 4.1 13 13.8 7.66 3.18 2.99 3.6 2.87 4.4 3.2 5.7 3.5 2.8 3.4 3.6
Trichloroethene 2* 2.294 1.16 1.38 0.22 6.72 2.24 1.53 1.42 1.91 1.75 0.655 0.601 0.328 0.437 6.72 1.15 0.874 0.218 U 1.26 2.51 3.66 0.492 0.71 0.66 0.87 0.93 0.55 0.44 0.27
Total VOCs 106.35 90.18 13.90 503.84 43.03 134.66 129.633 133.528 133.13 98.765 61.678 75.413 119.189 145.811 145.24 161.808 238.656 77.025 76.811 88.007 82.471 83.057 133.32 74.12 56.37 62.55 82.78 47.39
BTEX & Trimethylbenzenes 17.43 16.12 3.14 82.61 8.721 43.7 42.24 26.77 24.67 15.714 11.02 12.463 9.664 11.909 72.84 82.61 21.92 23.36 26.7 27.82 20.218 9.54 8.83 13.02 10.88 8.25 10.84 7.42

MS/MSD MS/MSD MS/MSD MS/MSD MS/MSD MS/MSD MS/MSD MS/MSD MS/MSD MS/MSD Duplicate

Room 134

USEPA (2001) (BASE) 

Database - 90th Percentile

90th Percentile of Indoor 

Air Data
10/29/2009 11/18/2009 12/21/2009 1/27/2010 3/1/2010 3/30/2010 5/6/2010 6/1/2010 6/29/2010 7/26/2010 10/8/2010 12/28/2010 2/17/2011 6/30/2011 8/8/2011 12/28/2011 3/30/2012 6/19/2012 7/24/2012 11/12/2012

3/21/2013 

NOT 

VALIDATED 6/27/2013 6/27/2013 9/20/2013 1/28/2014 1/27/2015 2/17/2016 4/18/2017 6/5/2017
1,1,1-Trichloroethane 20.6 0.832 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 1.4 0.83 U 0.83 U 0.83 0.83 U,J 0.83 U 0.83 U 0.83 U 0.83 U 1.3 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.82 U 0.82 U 0.82 U 0.82 U
1,2,4-Trimethylbenzene 9.5 7 0.75 1.5 0.7 3.6 0.75 U 0.55 J 0.95 1.1 2.3 9.7 3.6 5.6 1.1 4.2 0.75 U 1.5 1.2 J 2.4 4.1 1.4 1.1 U 1.1 U 1.2 2.6 0.75 0.74 U 0.79 J 0.74 U 0.59
1,3,5-Trimethylbenzene 3.7 2.825 0.75 U 0.65 0.75 U 1 0.75 U 0.75 U 0.75 U 0.75 U 0.75 U 2.6 1.2 1.5 2.2 2.1 0.75 U 0.75 U 0.75 U 1.6 0.75 U 0.7 J 0.75 U 0.6 J 0.75 U 1.5 0.75 U 0.74 U 0.74 U 0.74 U 0.74 U
Acetone 98.9 50.53 17 9.9 13 20 20 14 29 35 33 110 41 60 70 220 0.48 J 17 21 41 230 48 21 49 42 32 31 10 14 J 22 J 40
Benzene 9.4 1.769 0.68 0.81 0.39 0.75 0.49 0.45 J 0.32 J 0.49 U 0.36 J 1.4 1.1 1.8 2.7 1.2 0.49 U 0.97 0.81 0.52 1.1 0.62 0.84 0.45 J 0.42 J 1 1 0.83 1.3 0.38 J 0.57
Chloroethane <1.1 0.402 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 0.40 U 0.40 U 0.4 U 0.40 U 0.40 U 0.40 U 0.4 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.4 U 0.40 U
Chloroform 1.1 2.888 0.74 U 0.74 U 0.74 U 2.3 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.99 3.4 3.9 0.79 9.1 0.74 U 3.4 2.9 0.74 U 0.50 J 0.74 U 2.1 0.74 U 0.74 U 0.74 U 5.9 0.59 J 1.2 0.83 0.73 U
Chloromethane 3.7 1.2 0.67 0.84 0.52 0.97 0.88 0.80 0.84 1.8 0.69 0.31 U 0.31 U 0.86 1.2 0.31 U 0.31 U 0.31 U 0.90 1.20 0.31 U 0.31 U 0.31 U 1.3 1.4 0.31 U 0.31 U 0.91 1.1 1.1 0.31 U
cis-1,2,-Dichloroethene <1.9 0.981 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.60 U 0.60 U 0.60 U 0.60 U 1.2 0.81 0.69 0.6 1.7 0.60 U 0.56 J 0.60 U 0.60 U 0.60 U 0.6 U 0.60 U 3.30 3.30 0.60 U 0.60 U 0.59 U 0.59 U 1 0.59 U
Cyclohexane NL 0.937 0.52 U 0.52 U 0.52 U 0.59 0.52 U 0.52 U 0.52 U 6.7 0.52 U 0.52 U 0.52 U 0.52 U 0.52 1.2 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.89 0.52 U 1.1
Ethylbenzene 5.7 2.812 0.49 0.66 U 0.66 U 0.44 0.66 U 0.66 U 0.66 U 0.66 U 0.66 U 2.7 1.3 1.5 3.9 1.7 0.66 U 0.57 J 0.66 U 0.66 U 1.1 0.49 J 0.66 U 0.49 J 0.66 U 0.84 0.66 U 0.65 U 0.56 0.65 U 0.65 U
Heptane NL 3.06 0.62 U 0.75 0.62 U 0.75 0.62 U 0.62 U 0.54 J 1.5 0.83 3.7 2.4 2.5 2.7 4.6 0.62 U 1 2.5 0.62 U 4.3 0.54 J 1.1 0.67 1 5.4 2.5 0.66 3.1 J 1.8 1.4
Isopropyl Alcohol NL 63.75 14 8.2 12 23 7.1 8.2 13 17 24 49 64 38 35 220 0.37 U 31 24 J 3.5 160 J 15 13 9.7 9.2 16 23 4.9 4.9 J 7.4 65
m&p-Xylene 22.2 10.605 1.3 0.93 0.49 1.3 1.3 U 1.3 U 0.71 J 0.79 1.1 7.6 4.2 5.3 12 5.6 1.3 U 1.9 1.5 0.97 J 3.7 1.4 1.4 0.84 J 1 J 3.6 1.1 0.61 J 2.3 0.74 J 0.78 U
Methyl Ethyl Ketone NL 5.616 0.84 0.66 0.93 1.2 0.69 0.75 J 0.96 1.5 0.81 J 5.4 2.5 1.5 3.2 6.7 0.9 U 1.8 5.8 J 3.7 8.7 J 2.1 J 1.3 2.4 2.1 2.7 0.87 0.88 U 1.2 U 1.2 J 1.2 U
Methyl Isobutyl Ketone NL 2.17 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 0.58 J 1.2 U 1.2 U 1.2 U 1.2 U 1.2 1.1 1.2 U 1.2 U 1.2 UJ 1.2 U 0.79 J 1.2 UJ 1.2 U 1.2 U 1.2 U NA R 1.2 U 1.2 U 1.7 J 1.2 U 1.2 U
Methylene Chloride 60* 4.379 0.6 0.67 0.53 0.99 0.67 1.0 0.42 J 0.81 0.81 33 4.1 5.1 4.5 4.7 0.53 U 3.2 2.6 1.4 3.1 0.92 1.7 0.64 0.6 0.67 0.6 1.4 1.6 J 1.1 J 4.7
o-Xylene 7.9 3.253 0.53 0.66 U 0.66 U 0.66 U 0.66 U 0.66 U 0.66 U 0.66 0.57 3.1 1.6 2.4 4.9 1.9 0.66 U 0.79 0.57 0.57 1.7 0.71 0.49 J 0.66 U 0.66 U 1.3 0.44 0.65 U 0.82 0.65 0.65 U
Tetrachloroethylene 30* 1.183 1 U 1 U 1 U 1 U 1 U 1.0 U 1.0 U 1.0 1.0 U 1.0 U 1.0 U 30 0.69 J 1.0 U 1.0 U 1.0 U 1.0 U 1.0 U 1.0 J 1 U 1.0 U 5.4 J 5.2 J 1 U 1 U 1.0 U 1.0 U 1 U 0.8
Toluene 43.0 9.2 3.6 2.3 1.3 2.4 1.5 1.3 1.3 1.6 2.1 15 6.2 7.8 9.3 9.2 0.57 U 3.4 3.2 2.8 9.2 3.2 2.5 4.1 4.7 12 1.6 1.7 3.5 J 1 2.1
Trichloroethene 2* 2.294 0.27 0.76 0.27 0.33 0.98 0.55 0.22 U 0.22 U 0.22 U 3.9 2.3 1.1 0.87 6.3 J 0.22 0.87 0.55 0.22 U 1.4 J 0.76 J 0.22 U 0.87 J 0.93 J 0.66 0.22 U 0.32 0.32 1.1 0.32
Total VOCs 47.39 34.58 38.11 64.31 42.34 36.88 55.62 74.73 73.49 254.12 143.97 172.5 158.6 503.84 13.9 72.97 73.49 66.45 434.57 81.44 53.02 85.21 78.81 84.67 75.25 21.92 38.08 41.21 120.1
BTEX & Trimethylbenzenes 7.42 6.7 4.56 9.4 5.62 5.22 5.03 5.56 7.48 40.7 18.1 24.1 33.4 24.7 5.18 9.88 8.69 9.52 21.65 8.52 7.74 8.24 9.39 22.84 6.30 3.14 8.48 3.42 4.75

Notes:

 - Results reported in ug/m3

  - Bold denotes value is greater than the NYSDOH Air Guideline (see above) or if there is no NYSDOH Air Guideline then the value is greater than the USEPA BASE Database 90th Percentile, see above.
 - U qualifier denotes laboratory identifed as 'non-detect' at the detection limit shown.
 - R qualifier denotes data felt to be unreliable and therefore rejected
 - Compounds listed represent sub-set of complete list of VOCs tested (USEPA TO-15)
 - Duplicate identifies a Duplicate Sample collected from this location
 - MS/MSD identifies a Matrix Spike/Matrix Spike Duplicate Sample was collected from this location for Quality Control purposes.
 - 90th Percentile of Indoor Air Data calculated based on the following Microsoft Excel formula: ROUND((90/100*number of data points+0.5),0)
 - Mean, Standard Deviation, and Range are inclusive of all analytical results including "non-detect" concentrations (as qualified by "U" qualifier).  Non-detect concentrations were determined by using the reported laboratory method detection limit provided by the analytical laboratory.

 - USEPA Building Assessment and Survey Evaluation (BASE) Database (90th Percentile).  As recommended in Section 3.2.4 of the NYSDOH Guidance (Refer to Footnote "1") this database is referenced for the indoor air sampling results.  This database is also referenced to provide initial benchmarks for comparison to the air sampling data and does not represent regulatory standards or compliance values.
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* Asterik indicates the value listed is the New York State Department of Health (NYSDOH) Air Guideline established in Table 3.1 of the NYSDOH Guidance titled "Evaluating Soil Vapor Intrusion in the State of New York", October 2006 and ammendments for PCE in 2013 and TCE in 2015.  The 

USEPA BASE Database (see below) was also provided for typical background for commercial buildings in order to evaluate compounds not listed in the Table 3.1 of the NYSDOH Guidance.

Range 

(Minimum)

Range 

(Maximum)
Mean St Deviation
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Tables

690 Saint Paul Street, Rochester, New York

NYSDEC BCP ID No. C828159

LaBella Project No. 209280



Room 107
Total Samples Collected: 58

Values w/o 1/16/09 Outlier Duplicate Duplicate Duplicate Duplicate Duplicate Duplicate Duplicate Duplicate Duplicate Duplicate Duplicate

Nurse's Office, South End of Building
USEPA (2001) (BASE) 

Database - 90th Percentile

90th Percentile of Indoor 

Air Data
9/3/2008 9/10/2008 9/25/2008 9/25/2008 1/16/2009 4/17/2009 4/17/2009 6/3/2009 6/24/2009 6/24/2009 7/21/2009 7/21/2009 8/20/2009 8/20/2009 9/24/2009 9/24/2009 10/29/2009 10/29/2009 11/18/2009 11/18/2009 12/21/2009 12/21/2009 1/27/2010 1/27/2010 3/30/2010 3/30/2010

1,1,1-Trichloroethane 20.6 0.832 0.91 0.43 0.91 0.44 0.82 3.20 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U

1,2,4-Trimethylbenzene 9.5 9.55 6.25 11.10 4.83 2.94 1.10 13.00 6.75 4.95 3.75 5.05 84.9 6 5 8.9 4.3 6.1 3.2 4 7.7 7.6 4.2 4 2.2 2.2 3.8 3.5 2.8 4.6 9.5 9.5 1.1 U 1.7

1,3,5-Trimethylbenzene 3.7 3.95 2.28 3.41 1.86 1.45 0.55 7.40 2.4 2.65 1.25 1.85 25 2.9 3.2 2.2 1.5 2.2 0.8 1.2 1.9 1.8 1 1.1 0.65 0.55 1.4 1.1 0.6 0.9 5.7 7.4 0.65 J 0.60 J

Acetone 98.9 83.8 40.57 28.10 40.68 28.12 7.50 120.00 26.3 20 23.7 27.3 26.1 35 30 31 99 76 42 29 110 49 24 24 20 29 19 20 14 11 15 21 26 22

Benzene 9.4 3.01 1.49 1.09 1.48 1.09 0.36 4.60 2.5 0.974 0.747 0.682 2.73 1.4 1.5 2 0.78 0.97 1 1.1 1.1 0.81 0.84 0.88 0.91 0.94 1.6 1.8 0.58 0.49 U 0.91 0.97 U 0.84 0.81

Chloroethane <1.1 0.402 0.40 0.00 0.40 0.00 0.40 0.40 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.40 U 0.40 U

Chloroform 1.1 17 6.28 12.70 5.82 12.34 0.50 65.00 0.744 U 0.596 0.744 U 0.744 U 31.8 0.69 0.79 0.6 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.79 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 2.2 2.1 17 17 1.4 1.6

Chloromethane 3.7 1.3 0.73 0.40 0.71 0.39 0.31 1.70 0.315 U 1.39 0.84 0.924 1.24 1 1.2 1.3 0.48 0.57 1.2 0.76 0.84 0.88 0.88 0.92 1.2 0.67 0.31 U 0.31 U 0.44 0.46 0.97 1.2 1.2 1.3

cis-1,2,-Dichloroethene <1.9 2.5 0.96 0.70 0.95 0.71 0.44 3.60 0.604 U 0.484 0.604 U 0.604 U 1.57 0.604 U 0.604 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 3.6 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.64 0.6 U 0.81 0.89

Cyclohexane NL 3.33 1.15 1.47 1.18 1.48 0.36 6.80 1.36 0.77 0.525 U 0.525 U 0.595 0.525 U 0.525 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.59 0.66 2.1 0.52 0.36 0.52 U 0.38 J 0.38 J

Ethylbenzene 5.7 4.2 1.76 1.73 1.83 1.79 0.49 8.90 4.72 1.72 2.69 3.8 1.32 1.2 1.4 1.6 1.2 1.6 1.2 1.4 1.2 1.2 0.79 0.84 0.66 0.66 0.93 0.97 0.66 U 0.66 U 0.84 0.88 0.57 J 0.49

Heptane NL 6.041 2.64 2.27 2.68 2.29 0.50 10.00 3.29 3.96 5.04 6.41 2.58 1 1.2 1.8 1.2 2.2 1.2 1 1.7 1.2 0.62 U 0.96 0.79 0.79 0.92 1 0.83 0.67 0.54 0.5 0.71 0.71

Isopropyl Alcohol NL 71 43.87 89.10 41.30 89.88 0.37 450.00 12.5 57.5 44 70 38 160 140 450 370 360 14 11 21 18 12 18 14 17 40 44 2.8 2 2.4 3 34 34

m&p-Xylene 22.2 14.37 5.41 4.50 5.59 4.66 1.00 20.00 14.3 6.13 5.74 7.06 5.03 4.7 5.5 5.6 5.3 7.2 3.9 4.8 3.8 3.8 2.7 2.6 1.9 1.9 2.9 2.7 1 1.1 2.6 2.9 1.2 J 1.2 J

Methyl Ethyl Ketone NL 5.46 2.23 1.83 2.37 1.99 0.75 8.30 7.79 3.21 3.36 3.6 1.02 1 1.4 1 2 2 2 1.6 2.9 2.3 1.4 1.3 1 1.2 0.9 U 1.2 0.78 0.75 0.9 U 0.9 U 1.1 1.9

Methyl Isobutyl Ketone NL 2.023 1.40 0.98 1.43 1.00 0.62 6.80 2.79 4.04 1.96 4.08 2.17 0.75 0.87 6.8 0.71 0.62 U 1.2 U 1.2 U 1.1 0.83 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U

Methylene Chloride 60* 6.35 3.22 2.65 3.20 2.66 0.52 14.00 1.69 5.12 3.5 3.67 4.7 1.4 1.7 4.9 1.8 1.8 1.7 3 0.53 U 0.53 U 1.6 1.5 1.2 1.3 3.3 3.8 5.5 2.7 1.6 1.6 3.1 3.1

o-Xylene 7.9 4.8 2.22 1.88 2.21 1.88 0.26 8.30 3.62 1.85 2.78 3.27 4.28 2.2 2.5 2.4 1.8 2.5 1.3 1.7 1.5 1.4 1 1 0.75 0.79 1.3 1.2 0.49 0.66 U 1.8 1.8 0.62 J 0.57 J

Tetrachloroethylene 30* 3.03 2.09 3.63 1.86 3.51 0.69 23.00 0.758 1.03 U 1.38 1.45 9.72 5.9 5.7 1 U 1 U 0.83 U 0.76 U 0.9 U 1 U 2.8 1 U 1 U 1 U 1 U 1 U 1 U 3.3 U 3 U 1 U 1 U 1.0 U 1.2

Toluene 43.0 13.3 13.92 51.39 14.13 51.84 1.50 390.00 10.7 6.09 3.72 3.87 6.66 6.4 7.5 6.1 6.8 5.4 6.7 7.1 7.4 8.2 3.7 3.7 8.2 5.5 4.7 4.9 1.5 1.5 3.6 4 2.8 4.0

Trichloroethene 2* 3.92 1.53 1.24 1.51 1.25 0.21 5.30 1.37 1.58 0.71 0.819 2.18 1.5 2.1 0.76 0.82 0.93 0.82 0.87 1.1 1.5 0.55 0.71 0.82 0.93 1.9 0.93 0.76 0.71 0.71 0.82 1.5 3.0
Total VOCs 139.54 117.59 135.12 117.02 12.70 530.31 105.735 125.278 108.274 146.942 252.829 235.403 213.923 530.31 501.78 474.01 86.07 73.72 167.86 107.99 60.57 66.8 59.57 68.72 88.32 92.84 43.37 36.85 68.5 78.02 81.41 81.88
BTEX & Trimethylbenzenes 32.97 58.34 31.58 57.31 4.20 433.60 44.99 24.364 20.677 25.582 129.92 24.8 26.6 28.8 21.68 25.97 18.1 21.3 24.6 24.81 14.23 14.12 15.27 12.54 16.63 16.17 7.63 9.91 24.95 27.45 7.78 9.37

Duplicate Duplicate Duplicate Duplicate MS/MSD Duplicate Duplicate Duplicate MS/MSD Duplicate MS/MSD Duplicate MS/MSD MS/MSD MS/MSD MS/MSD DUPE

Nurse's Office, South End of Building
USEPA (2001) (BASE) 

Database - 90th Percentile

90th Percentile of Indoor 

Air Data
3/30/2010 3/30/2010 5/6/2010 5/6/2010 6/1/2010 6/1/2010 6/29/2010 6/29/2010 7/26/2010 7/26/2010 10/8/2010 10/8/2010 12/28/2010 12/28/2010 2/17/2011 2/17/2011 6/30/2011 8/8/2011 12/28/12011 3/30/2012 3/30/2012 6/19/2012 6/19/2012 7/24/2012 11/12/2012 3/21/2013 6/27/2013 9/20/2013 1/28/2014 1/28/2014 1/27/2015 2/17/2016

1,1,1-Trichloroethane 20.6 0.832 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 3.2 3.1 0.83 U 0.83 U 0.83 U 0.83 U 0.83 0.83 0.83 U,J 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.82 U 0.82 U
1,2,4-Trimethylbenzene 9.5 9.55 1.1 U 1.7 2.9 2.7 2.7 2.2 5.1 3.9 9.0 11 J 5.3 5.5 12 13 8.1 J 10 J 5.3 1.1 U 3.4 1.8 J 2.3 J 5.7 6.1 5.3 4.7 1.8 J 1.2 4.8 2.2 2.2 1.1 U 1.1 J
1,3,5-Trimethylbenzene 3.7 3.95 0.65 J 0.60 J 0.70 J 0.70 J 0.70 J 0.65 J 1.3 1.2 4.4 4.6 1.4 1.5 2.9 3.2 3.9 4.4 2.1 2.5 1 0.60 J 0.80 3.6 3.5 0.75 U 2.1 0.75 U 1 2.4 0.85 0.85 0.74 U 0.74 U
Acetone 98.9 83.8 26 22 39 27 33 46 33 26 44 55 30 40 29 11 70 93 53 88 38 12 12 56 82 120 41 24 43 NA R 74 J 67 J 7.5 14 J
Benzene 9.4 3.01 0.84 0.81 0.81 0.78 0.49 0.55 0.49 0.52 3.2 3.1 2.3 2.3 4.3 4.4 2.7 4.6 3.0 2.8 1.5 1.5 1.6 0.75 0.78 2.2 0.71 0.97 0.36 J 1.1 0.49 U 2.4 1.0 1.5
Chloroethane <1.1 0.402 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 0.40 0.40 U,J 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.4 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.4 U
Chloroform 1.1 17 1.4 1.6 0.55 J 0.50 J 0.74 U 0.74 U 0.74 0.69 1.2 1.1 12 13 6.2 6.6 0.79 1.5 34 0.74 U 24 10 13 0.74 0.94 0.74 U 0.74 U 11 0.74 U 0.74 U 52 J 65 1.0 2.3
Chloromethane 3.7 1.3 1.2 1.3 0.82 0.73 0.97 1.0 0.73 0.74 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 0.94 1.20 1.20 0.31 U,J 0.31 U 0.31 U 1.3 1.0 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 1.4
cis-1,2,-Dichloroethene <1.9 2.5 0.81 0.89 0.60 U 0.60 U 0.60 U 0.60 U 0.60 U 0.60 U 1.7 1.8 2.5 2.5 2.5 2.5 0.6 0.85 2.9 1.1 1.3 0.69 0.73 0.73 0.60 0.44 J 0.6 U 0.81 0.6 U 0.6 U 1.2 1.4 0.59 U 0.59 U
Cyclohexane NL 3.33 0.38 J 0.38 J 0.52 U 0.52 U 0.52 U 0.52 U 6.8 0.52 U 6.5 0.52 U 0.52 U 0.52 U 0.52 U 3.1 0.52 3.6 1.9 5.6 0.52 U 3.1 2.4 0.52 U 0.52 U 0.52 U 0.59 0.56 0.52 U 1.9 0.52 U 0.77 0.52 U 0.95
Ethylbenzene 5.7 4.2 0.57 J 0.49 0.71 0.75 0.66 0.66 1.7 1.1 4.9 4.2 2.2 2.2 4.2 4.3 3.9 8.9 2.7 3.8 1.6 0.84 0.93 1.4 1.6 1.9 0.62 J 0.71 0.66 U 1.1 1.3 1.3 0.65 U 0.65
Heptane NL 6.041 0.71 0.71 1.7 1.4 3.3 3.5 0.75 0.83 4.5 4.4 2.5 2.7 3.6 3.8 6.0 5.9 3.2 5.6 1.3 1.2 1.4 6.8 8.1 4.3 0.5 J 0.96 0.62 U 4 7.5 J 10 J 0.61 U 3
Isopropyl Alcohol NL 71 34 34 16 16 14 18 18 15 15 0.37 U 30 35 0.37 U 4.9 25 26 26 26 7.7 9.2 J 10 J 21 31 41 J 10 5.0 8.7 7.2 11.0 J 16.0 J 0.37 UJ 6.8 J
m&p-Xylene 22.2 14.37 1.2 J 1.2 J 2.2 2.2 1.8 1.7 5.2 3.2 17 15 7.6 7.6 15 15 20 J 18 J 9.3 10 J 5.4 3.0 3.4 4.9 5.8 6.6 3 2.6 1.3 U 5.3 4.9 4.7 1.1 J 1.7
Methyl Ethyl Ketone NL 5.46 1.1 1.9 1.5 1.4 1.7 1.9 1.4 1.2 3.0 0.90 U 2.9 3.0 0.9 U 0.9 U 2.80 J 0.90 5.3 8.1 J 1.6 3.2 J 8.3 J 6.9 J 8.1 J 3.0 J 2 J 0.93 1.7 2.4 1.6 J 1.2 J 0.88 U 1.9 J
Methyl Isobutyl Ketone NL 2.023 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 0.83 J 1.2 1.0 0.92 J 1.2 U 1.2 UJ 1.2 UJ 0.83 J 1.1 J 2.8 J 1.2 UJ 1.2 UJ 1.2 U NA R 1.2 UJ 1.2 UJ 1.2 U 1.2 U
Methylene Chloride 60* 6.35 3.1 3.1 1.9 1.7 1.5 1.5 1.2 1.2 5.9 7.5 3.3 5.1 9.9 14 6.0 6.3 5.2 3.0 6.8 6.1 6.9 0.99 1.2 6.9 1.2 3.5 0.81 0.85 1.3 1.1 0.52 U 1.7 J
o-Xylene 7.9 4.8 0.62 J 0.57 J 0.93 0.88 0.79 0.71 2.0 1.4 6.0 5.7 2.8 2.8 6.2 6.6 8.2 8.3 3.1 4.7 2.2 1.1 1.2 1.9 2.2 2.8 1.4 1.0 0.66 U 1.90 0.26 U 2.00 0.65 U 0.74
Tetrachloroethylene 30* 3.03 1.0 U 1.2 1.0 U 1.0 U 1.0 U 1.0 U 2.3 0.97 J 0.76 J 1.0 U 0.76 J 0.69 J 23 14 J 0.9 J 1.2 1.0 U 1.0 U 1.0 U 1.0 U 1.0 U 1.0 U 1.0 U 1.0 U 1 U 1.0 UJ 1.0 U 1.4 1.0 U 1.0 U 1.0 U 1 U
Toluene 43.0 13.3 2.8 4.0 4.4 4.1 3.9 3.9 3.1 2.5 13 390 9.2 11 9.2 22 21 19 16 20 7.0 5.6 7.7 10 10 11 2.8 3.1 3.2 11 4.1 4.9 2.1 4.7 J
Trichloroethene 2* 3.92 1.5 3.0 0.98 1.0 0.22 U 0.60 0.60 0.22 U 4.6 4.9 3.9 4.1 2.8 2.9 1.9 2.6 5.3 J 4.5 1.5 0.93 1.2 1.4 1.4 1.5 J 1.1 0.93 0.22 U 0.82 J 1.5 1.3 0.21 U 0.81
Total VOCs 81.41 81.88 79.65 66.39 71.02 88.16 87.44 64.22 149.77 516.1 121.92 142.25 135.33 135.57 185.57 218.68 181.84 42.1 20.6 65.59 78.29 126.7 167.48 214.29 76.8 62.36 69.03 49.05 168.46 185.86 12.7 43.25
BTEX & Trimethylbenzenes 7.78 9.37 12.65 12.11 11.04 10.37 18.89 13.82 57.5 433.6 30.8 32.9 53.8 68.5 65.1 68.6 38.5 14.44 17.93 28.25 29.98 30.55 15.33 10.93 8.38 27.6 14.1 18.35 4.2 10.39

Notes:

 - Results reported in ug/m3

  - Bold denotes value is greater than the NYSDOH Air Guideline (see above) or if there is no NYSDOH Air Guideline then the value is greater than the USEPA BASE Database 90th Percentile, see above.
 - U qualifier denotes laboratory identifed as 'non-detect' at the detection limit shown.
 - R qualifier denotes data felt to be unreliable and therefore rejected
 - Compounds listed represent sub-set of complete list of VOCs tested (USEPA TO-15)
 - Duplicate identifies a Duplicate Sample collected from this location
 - MS/MSD identifies a Matrix Spike/Matrix Spike Duplicate Sample was collected from this location for Quality Control purposes.
 - 90th Percentile of Indoor Air Data calculated based on the following Microsoft Excel formula: ROUND((90/100*number of data points+0.5),0)
 - Mean, Standard Deviation, and Range are inclusive of all analytical results including "non-detect" concentrations (as qualified by "U" qualifier).  Non-detect concentrations were determined by using the reported laboratory method detection limit provided by the analytical laboratory.

 - USEPA Building Assessment and Survey Evaluation (BASE) Database (90th Percentile).  As recommended in Section 3.2.4 of the NYSDOH Guidance (Refer to Footnote "1") this database is referenced for the indoor air sampling results.  This database is also referenced to provide initial benchmarks for comparison to the air sampling data and does not represent regulatory standards or compliance values.
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* Asterik indicates the value listed is the New York State Department of Health (NYSDOH) Air Guideline established in Table 3.1 of the NYSDOH Guidance titled "Evaluating Soil Vapor Intrusion in the State of New York", October 2006 and ammendments for PCE in 2013 and TCE in 2015.  The 

USEPA BASE Database (see below) was also provided for typical background for commercial buildings in order to evaluate compounds not listed in the Table 3.1 of the NYSDOH Guidance.e.

Range 

(Minimum)

Range 

(Maximum)
Mean St Deviation Mean St Deviation
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Tables

690 Saint Paul Street, Rochester, New York

NYSDEC BCP ID No. C828159

LaBella Project No. 209280



Outside - Roof
Total Samples Collected: 46

Values w/o 6/29/10 Outlier

Roof, Outside

USEPA (2001) (BASE) Database - 

90th Percentile

90th Percentile of Indoor 

Air Data
Roof  

8/21/2008

Roof  

9/3/2008

Roof  

9/5/2008

Roof 

9/10/2008

 Roof 

9/18/2008

Roof 

9/25/2008

Roof 

10/15/2008

Roof 

11/25/2008

Roof 

12/17/2008

Roof

12/23/2008 1/16/2009

Roof 

4/17/2009

Roof 

6/3/2009

Roof 

6/24/2009

Roof 

7/21/2009

Roof           

8/20/2009

Roof       

9/24/2009

Roof       

10/29/2009

Roof       

11/18/200

9

Roof       

12/21/200

9

Roof       

3/1/2010
1,1,1-Trichloroethane 20.6 0.83 0.83 0.00 0.83 0.00 0.82 0.832 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.832 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U
1,2,4-Trimethylbenzene 9.5 3.65 5.07 21.63 1.66 21.63 0.55 4.7 1.95 1.7 2.7 3.65 0.899 2.35 1.3 4.7 3.65 4.3 2.15 0.85 1.5 1.8 1.8 2.5 2 1 2.1 0.75 U 0.55
1,3,5-Trimethylbenzene 3.7 1.42 1.29 1.86 0.91 1.67 0.55 3.9 0.999 0.75 U 1.6 2.35 0.75 U 0.65 0.65 0.899 0.849 1.15 0.6 0.75 U 0.75 U 1 0.55 U 0.7 0.75 U 0.75 U 0.8 0.75 U 0.75 U
Acetone 98.9 46.60 26.45 16.74 25.28 15.98 7.73 100 13 39.4 30.9 33.1 8.93 14.5 19.3 9.17 17.6 13.5 16.2 16 28 23 21 33 26 18 24 9.9 29
Benzene 9.4 1.06 0.63 0.25 0.65 0.26 0.32 1.3 0.812 0.877 0.714 0.357 0.487 U 0.455 0.584 0.682 1.3 1.07 1.04 0.58 0.42 0.49 0.62 0.58 0.45 0.71 0.65 0.49 U 0.58
Chloroethane <1.1 0.40 0.40 0.00 0.41 0.03 0.40 0.59 0.59 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.402 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U 0.4 U
Chloroform 1.1 0.74 0.77 0.19 0.74 0.06 0.55 0.94 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.744 U 0.596 0.546 0.744 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U 0.74 U
Chloromethane 3.7 1.36 0.91 0.48 0.89 0.47 0.31 3.17 0.525 0.735 0.735 0.924 3.17 0.63 0.798 0.651 1.22 1.15 1.2 0.78 1.1 0.8 1.3 1.1 0.76 0.65 0.69 0.57 0.82
cis-1,2,-Dichloroethene <1.9 0.70 0.82 1.19 0.63 0.13 0.44 1.13 0.604 U 0.604 U 0.604 U 0.766 0.604 U 1.13 0.484 0.604 U 0.604 U 0.604 U 0.604 U 0.604 U 0.6 U 1.1 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U 0.6 U
Cyclohexane NL 0.56 0.64 0.60 0.64 0.60 0.52 4.3 0.525 U 0.525 0.525 U 0.525 U 0.525 U 0.525 U 0.56 0.525 U 0.525 U 0.525 U 0.525 U 0.525 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U
Ethylbenzene 5.7 0.69 0.70 0.31 0.68 0.29 0.40 1.94 0.662 U 0.662 0.574 0.485 0.662 U 0.441 0.485 1.94 1.28 0.662 U 0.53 0.662 U 0.71 0.4 U 0.66 U 0.57 0.66 U 0.66 U 0.66 U 0.66 U 0.66 U
Heptane NL 1.09 0.88 1.09 0.86 1.09 0.50 7.6 0.625 1.08 0.625 U 0.75 0.625 U 0.625 U 0.5 0.625 U 0.916 0.583 0.666 0.625 U 0.67 0.87 1.2 0.62 U 0.62 U 0.62 U 0.79 0.62 U 0.62 U
Isopropyl Alcohol NL 7.59 4.48 9.65 4.34 9.65 0.37 60 1.77 3.12 2.07 2.47 1.45 0.375 U 0.375 U 0.375 U 0.375 U 2.22 7.75 0.375 U 1.5 3.8 0.37 U 5.2 3 2.8 9.7 0.37 U 2.3
m&p-Xylene 22.2 2.40 1.57 1.45 1.50 1.41 0.44 7.94 0.883 1.59 1.54 2.6 0.839 0.794 1.06 7.94 4.46 1.06 1.19 0.57 1.1 1 U 1 U 2.1 0.93 1.1 0.93 1.3 U 0.75
Methyl Ethyl Ketone NL 2.88 1.71 1.85 1.70 1.85 0.54 12 0.779 2.1 1.83 1.17 3.87 1.02 2.94 0.899 U 1.08 0.63 1.14 0.81 0.87 1.6 1.7 2.3 0.84 0.93 0.9 U 0.54 0.9 U
Methyl Isobutyl Ketone NL 1.25 1.14 0.19 1.14 0.19 0.42 1.25 1.25 U 0.958 1.25 U 1.25 U 1.25 U 1.25 U 1.25 U 1.25 U 0.916 0.541 0.625 1.25 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U
Methylene Chloride 60* 2.32 1.26 1.30 1.04 0.84 0.42 5.12 0.6 0.706 0.494 0.989 0.883 5.12 0.812 0.777 0.918 0.918 2.54 0.64 0.74 1.4 0.56 0.53 U 0.46 0.95 0.59 0.49 1.2
o-Xylene 7.9 1.22 0.86 0.82 0.81 0.79 0.43 5.34 0.485 0.75 0.662 1.37 0.662 U 0.53 0.574 5.34 1.63 0.53 0.485 0.662 U 0.66 U 0.62 U 0.49 U 0.62 0.99 U 0.44 0.66 U 0.66 U 0.49
Tetrachloroethylene 30* 1.03 2.08 5.71 2.02 5.71 0.69 5.03 1.03 U 1.03 U 1.03 U 1.03 U 5.03 0.965 1.03 U 1.03 U 0.689 1.03 U 1.03 U 1.03 U 1 U 0.83 U 1 U 1 U 1.03 U 0.69 1 U 1 U 1 U
Toluene 43.0 5.06 2.81 2.48 2.72 2.37 0.61 14 2.34 4.98 2.57 1.84 1.11 2.3 2.53 2.03 7.78 1.84 1.76 2.4 3.8 2.4 1.9 2.5 1.9 3.9 2.2 0.73 2.3
Trichloroethene 2* 2.34 1.71 4.47 1.01 0.93 0.21 3.93 0.601 1.15 1.04 2.08 3.6 3.93 1.09 0.655 0.71 0.382 3.11 0.44 0.66 1 0.98 0.55 0.38 0.55 1.2 1.2 2.5

Total VOCs 56.16 42.78 49.62 40.23 15.46 220.14 31.606 64.695 53.441 59.684 37.324 39.568 38.3 42.07 48.48 34.525 44.925 31.531 47.77 45.8 39.42 58.16 45.06 38.04 51.16 24.32 48.71

BTEX & Trimethylbenzenes 12.28 23.99 8.26 23.89 1.36 32.34 7.32 10.43 9.65 12.30 4.92 7.07 6.60 22.85 19.65 9.54 6.72 5.89 8.52 7.22 6.40 8.99 7.23 7.85 7.35 4.85 5.50

Roof, Outside

USEPA (2001) (BASE) Database - 

90th Percentile

90th Percentile of Indoor 

Air Data
Roof 

3/30/10 Roof 5/6/10 Roof 6/1/10

Roof 

6/29/10

Roof 

7/26/10 Roof 10/8/10

Roof 

12/28/10

Roof 

2/17/2011

Roof 

6/30/2011

Roof

8/8/2011

Roof

12/28/2011

Roof  

3/30/2012

Roof  

6/19/2012

Roof   

7/24/2012

Roof 

11/12/2012

Roof 

3/21/2013 

Roof

6/27/2013

Roof

9/20/2013

Roof

1/28/2014

Roof

1/27/2015

Roof 

2/17/2016

Roof (EX-01) 

4/4/2016 4/18/2017 6/5/2017
1,1,1-Trichloroethane 20.6 0.83 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 0.83 U,J 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.82 U 0.82 UJ 0.82 U 0.82 U 0.82 U
1,2,4-Trimethylbenzene 9.5 3.65 0.75 U 0.55 J 1.8 1.1 U 140 1.1 1.1 U 1.2 1.4 1.1 U 1.1 U 0.75 UJ 4.0 1.8 1.1 UJ 1.1 U 1.1 U 0.7 0.75 U 0.74 U 0.74 UJ 1.1 U 0.74 U 0.74
1,3,5-Trimethylbenzene 3.7 1.42 0.75 U 0.75 U 0.75 U 6.4 11 0.75 U 0.75 U 0.75 0.75 U,J 0.9 0.75 U 0.75 U 3.9 0.75 0.75 U 0.75 U 1.1 0.75 U 0.75 U 0.74 U 0.74 UJ 0.74 U 0.74 U 0.74 U
Acetone 98.9 46.60 32 26 40 58 U 47 33 U 19 30 26 25 22 9.2 100 44 46 15 47 24 19 12 16 J 7.73 J 17 J 70
Benzene 9.4 1.06 0.45 J 0.49 U 0.49 U 0.55 U 0.58 0.49 0.71 1.4 0.36 J 0.49 U 0.36 0.32 J 0.84 0.42 J 0.49 0.49 0.65 0.68 1 0.80 1.1 J 0.57 0.48 U 1.1
Chloroethane <1.1 0.40 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 U 0.40 0.40 U 0.4 U 0.4 U 0.40 U 0.40 U 0.40 U 0.4 U 0.40 U 0.4 U 0.4 U 0.4 U 0.40 U 0.41 UJ 0.4 U 0.4 U 0.4 U
Chloroform 1.1 0.74 0.74 U 0.74 U 0.74 U 1.9 0.74 U 0.74 U 0.74 U 0.74 0.74 U 0.74 U 0.74 U 0.74 0.94 0.74 U 0.74 U 0.60 J 0.74 U 0.74 U 0.89 0.73 U 0.73 UJ 0.73 U 2.1 0.73 U
Chloromethane 3.7 1.36 0.73 0.71 0.97 1.0 0.97 0.78 1.0 0.3 0.31 U 0.9 0.31 U 0.78 0.31 U 0.90 0.31 U 0.31 U 1.1 1.1 1.4 1.2 0.95 J 1.6 1.4 1.5
cis-1,2,-Dichloroethene <1.9 0.70 0.60 0.60 U 0.60 U 8.2 0.60 U 0.44 0.60 U 0.60 0.60 U 0.6 U 0.6 U 0.60 U 0.60 U 0.60 U 0.6 U 0.60 U 0.6 U 0.6 U 0.6 U 0.59 U 0.89 UJ 0.59 U 0.59 U 0.59 U
Cyclohexane NL 0.56 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 0.91 4.3 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 0.52 U 1.1 J 0.55 0.52 U 1.4
Ethylbenzene 5.7 0.69 0.66 U 0.66 U 0.66 U 1.4 0.62 0.49 0.66 U 0.44 J 0.66 U 0.57 J 0.66 U 0.66 U 1.7 0.44 J 0.66 U 0.66 U 0.49 0.66 U 0.66 U 0.65 U 0.66 UJ 0.65 U 0.65 U 0.65 U
Heptane NL 1.09 0.62 U 0.62 U 0.62 U 1.6 0.62 U 0.67 0.62 U 0.92 0.62 U 0.62 U 0.62 U 0.62 U 7.6 0.62 U 0.62 U 0.62 U 0.62 U 1.1 0.83 0.61 U 0.68 J 0.61 U 0.61 U 1.4
Isopropyl Alcohol NL 7.59 0.37 U 1.1 7.2 4.6 3.5 2.4 0.37 U 0.37 0.37 U 3.5 1.5 1.7 J 60 2.3 J 0.37 U 1.7 17 6.2 11 2.6 3.0 J 1.6 1.8 2.9
m&p-Xylene 22.2 2.40 1.3 U 0.44 J 0.75 J 3.6 1.8 1.3 0.53 J 1.2 J 0.97 J 1.6 1.3 U 1.3 U 5.8 0.97 J 0.93 J 1.3 U 1.6 0.97 1.1 1.3 U 0.87 J 1.3 U 1.3 U 0.74
Methyl Ethyl Ketone NL 2.88 0.87 J 0.90 U 1.4 U 2.1 1.4 1.0 0.90 U 0.90 1.80 1.9 0.9 U 3.6 J 12 2.8 1.3 J 0.90 U 3.6 2 0.87 0.88 U 1.2 UJ 1.2 UJ 0.56 J 1.5
Methyl Isobutyl Ketone NL 1.25 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U 1.2 1.2 U,J 1.2 U 1.2 U 1.2 UJ 1.2 U 0.42 J 1.2 UJ 1.2 U 1.2 UJ NA R 1.2 U 1.2 U 1.2 UJ 0.94 J 0.82 J 1.2 U
Methylene Chloride 60* 2.32 0.95 0.53 U 0.78 7.5 2.0 1.2 0.53 U 0.71 2.6 0.49 J 1.6 0.46 1.1 1.8 1.4 0.74 0.74 0.49 0.42 1.2 1.3 J 1.3 J 0.56 J 21
o-Xylene 7.9 1.22 0.66 U 0.66 U 0.66 U 2.3 0.79 0.49 J 0.66 U 0.44 J 0.66 U 0.62 J 0.66 U 0.66 U 2.1 0.71 0.66 U 0.66 U 0.57 J 0.66 U 0.66 U 0.65 U 0.43 J 0.65 U 0.65 U 0.65 U
Tetrachloroethylene 30* 1.03 1.0 U 1.0 U 1.0 U 2.4 0.76 1.0 U 37 1.0 1.0 U 1.0 U 1.0 U 1.0 U 1.0 U 1.0 U 1 U 1.0 U 1 U 1 U 2.4 1.0 U 1.0 UJ 1 U 1 U 1 U
Toluene 43.0 5.06 1.0 0.80 U 2.1 7.5 3.3 1.9 1.2 3.3 1.6 5.0 0.69 1.1 14 5.7 1.7 0.61 5.1 4.2 1.1 0.90 3.5 J 0.79 J 0.53 J 3.2
Trichloroethene 2* 2.34 1.9 0.22 U 0.87 29 1.0 1.9 0.33 0.71 0.71 J 2.1 0.22 U 0.22 U 1.3 0.38 J 0.66 J 0.22 U 0.60 UJ 0.22 U 0.22 U 0.21 0.21 UJ 0.38 1.5 0.54
Total VOCs 48.3 39.72 64.34 142.1 219.63 52.6 69.65 47.94 44.49 53.86 37.96 27.41 220.14 68.1 62.24 30.21 86.56 47.82 46.6 18.91 27.38 15.46 24.61 102.84
BTEX & Trimethylbenzenes 5.12 3.86 6.72 22.30 157.51 6.03 4.90 7.33 6.04 9.79 5.16 5.54 32.34 10.79 6.29 5.57 10.61 8.96 7.76 1.70 5.9 1.36 1.01 4.3

Notes:

 - Results reported in ug/m3

  - Bold denotes value is greater than the NYSDOH Air Guideline (see above) or if there is no NYSDOH Air Guideline then the value is greater than the USEPA BASE Database 90th Percentile, see above.
 - U qualifier denotes laboratory identifed as 'non-detect' at the detection limit shown.
 - R qualifier denotes data felt to be unreliable and therefore rejected
 - Compounds listed represent sub-set of complete list of VOCs tested (USEPA TO-15)
 - Duplicate identifies a Duplicate Sample collected from this location
 - MS/MSD identifies a Matrix Spike/Matrix Spike Duplicate Sample was collected from this location for Quality Control purposes.
 - 90th Percentile of Indoor Air Data calculated based on the following Microsoft Excel formula: ROUND((90/100*number of data points+0.5),0)
 - Mean, Standard Deviation, and Range are inclusive of all analytical results including "non-detect" concentrations (as qualified by "U" qualifier).  Non-detect concentrations were determined by using the reported laboratory method detection limit provided by the analytical laboratory.

 - USEPA Building Assessment and Survey Evaluation (BASE) Database (90th Percentile).  As recommended in Section 3.2.4 of the NYSDOH Guidance (Refer to Footnote "1") this database is referenced for the indoor air sampling results.  This database is also referenced to provide initial 

benchmarks for comparison to the air sampling data and does not represent regulatory standards or compliance values.
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* Asterik indicates the value listed is the New York State Department of Health (NYSDOH) Air Guideline established in Table 3.1 of the NYSDOH Guidance titled "Evaluating Soil Vapor Intrusion in the State of New York", October 2006 and ammendments for PCE in 2013 and TCE in 2015.  The 

USEPA BASE Database (see below) was also provided for typical background for commercial buildings in order to evaluate compounds not listed in the Table 3.1 of the NYSDOH Guidance.e.

Mean St Deviation
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Range 
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690 Saint Paul Street, Rochester, New York

NYSDEC BCP ID No. C828159

LaBella Project No. 209280



Room 112
Total Samples Collected: 18

MS/MSD Duplicate Duplicate MS/MSD

Room 112

USEPA (2001) (BASE) 

Database - 90th Percentile

90th Percentile of 

Indoor Air Data 12/28/2010 2/17/2011 6/30/2011 8/8/2011 12/28/2011 3/30/2012 6/19/2012 7/24/2012 11/12/2012 3/21/2013 6/27/2013 9/20/2013 1/28/2014 1/27/2015 1/27/2015 1/27/2015 2/17/2016 6/5/2017
1,1,1-Trichloroethane 20.6 0.83 0.83 0.00 0.82 0.83 0.83 U 0.83 0.83 U,J 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.83 U 0.82 U 0.82 U 0.82 U 0.82 U 0.82 U
1,2,4-Trimethylbenzene 9.5 9.04 3.32 2.48 0.64 8.2 11 14 5.8 5.4 3.4 2.1 J 6.6 4.2 8.2 1.9 UJ 1.2 5.6 2.4 0.69 J 0.64 J 0.74 1 J 0.79
1,3,5-Trimethylbenzene 3.7 3.64 1.61 1.20 0.55 4.7 2.5 4.2 2.3 1.9 1.3 0.70 J 4.7 0.75 U 3.4 0.55 J 1.1 2.4 2.1 0.74 U 0.74 U 0.74 U 0.74 U 0.74
Acetone 98.9 105.30 47.70 52.05 7.40 210 44 120 58 49 60 18 99 210 46 22 21 28 65 J 10 8.1 7.4 14 J 59
Benzene 9.4 2.86 1.23 0.56 0.45 2.2 3.0 3.8 2.1 2.2 1.5 1.6 0.81 2.0 0.65 1.2 0.45 J 1 0.49 U 1.1 0.99 0.96 1.4 2.8
Chloroethane <1.1 0.40 0.40 0.00 0.40 0.40 0.40 U 0.40 0.40 U 0.4 U 0.4 U 0.40 U 0.40 U 0.40 U 0.4 U 0.40 U 0.4 U 0.4 U 0.4 U 0.4 U 0.40 U 0.40 U 0.4 U 0.4 U
Chloroform 1.1 26.50 9.26 13.37 0.74 39 11 J 1.4 22 0.74 U 39 14 0.79 0.74 U 0.74 U 14 0.74 U 0.74 U 37 2.0 1.9 2.3 2.2 0.73 U
Chloromethane 3.7 1.07 0.42 0.30 0.31 1.3 0.84 1.7 0.31 U 0.31 U 0.31 U 0.97 0.31 U 0.31 U 0.31 U 0.31 U 1.3 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U 0.31 U
cis-1,2,-Dichloroethene <1.9 2.22 0.99 0.90 0.40 3.9 2.5 0.97 3.9 0.89 2.1 0.85 0.52 0.40 0.6 U 0.97 0.6 U 0.6 U 1.0 0.59 U 0.59 U 0.59 U 0.59 U 0.59 U
Cyclohexane NL 3.00 1.02 1.20 0.52 5.1 2.1 0.52 1.6 5.1 0.84 0.52 U 0.52 U 0.52 0.63 0.52 U 0.52 U 1.8 0.52 U 0.52 U 0.52 U 0.52 U 0.59 5.9
Ethylbenzene 5.7 2.86 1.25 0.72 0.56 3 2.8 9.2 2.3 3.0 1.9 0.93 1.7 1.6 0.93 J 0.79 0.66 U 1.1 1.4 0.65 U 0.65 U 0.65 U 0.56 0.65
Heptane NL 7.28 2.74 2.46 0.61 7.7 3.0 4.5 3.5 5.2 1.4 1.4 7.7 3.9 0.62 0.79 0.62 U 4.5 7.1 J 0.61 U 0.61 U 0.61 U 2.5 17
Isopropyl Alcohol NL 40.20 15.63 14.01 1.30 43 0.37 U 20 32 28 7.5 9.0 J 39 43 J 14 7.7 4.2 9.2 26 J 4.5 J 1.3 J 3.9 J 5.2 J 66
m&p-Xylene 22.2 8.99 4.20 2.67 0.96 8.6 9.9 19 J 8.6 7.5 J 6.8 3.2 6.1 5.5 4.9 2.6 1.1 J 6.1 6.0 1.0 J 0.96 J 1.0 J 1.7 1.4
Methyl Ethyl Ketone NL 6.12 2.89 2.73 0.71 10 2.3 0.9 4.6 6.4 1.2 U 6.0 J 10 0.90 3 J 1.2 2.1 3.1 1.0 J 1.1 0.80 J 0.71 J 1.2 U 1.9
Methyl Isobutyl Ketone NL 1.20 1.11 0.20 0.62 1.2 1.2 U 1.2 1.0 0.62 J 1.2 U 1.2 UJ 1.2 U 0.67 1.2 UJ 1.2 UJ 1.2 U NA R 1.2 UJ 1.2 U 1.2 U 1.2 U 1.2 U 1.2 U
Methylene Chloride 60* 6.91 2.68 2.52 0.52 7.4 8.5 J 5.2 5.5 1.9 7.4 6.2 1.0 6.7 0.85 3.7 0.67 0.78 2.0 0.52 U 0.80 0.52 U 1.6 J 1.7
o-Xylene 7.9 3.77 1.72 1.00 0.48 3.5 4.4 8.3 2.9 3.5 2.7 1.1 2.3 2.3 2.3 0.97 0.66 U 2.3 2.3 0.48 J 0.65 U 0.65 U 0.74 0.56
Tetrachloroethylene 30* 1.19 1.00 0.04 0.90 1.1 34 1.4 1.0 U 1 U 1 U 1.0 U 1.0 U 1.0 U 1 U 1.0 UJ 1 U 0.9 1.0 U 1.0 U 1.0 U 1.0 U 1.1 1 U
Toluene 43.0 14.30 6.54 4.25 1.90 14 15 15 11 14 6.3 6.0 13 11 3.4 3.4 4.2 11 4.1 2.4 2.0 1.9 4.4 J 3.2
Trichloroethene 2* 3.97 1.59 1.98 0.21 7.6 3.1 3.7 7.6 J 4.6 1.9 1.0 1.3 1.2 U 1.1 1.2 0.22 UJ 0.66 1.3 0.21 U 0.21 U 0.21 U 1.2 0.21 U
Total VOCs 106.14 80.48 17.49 297.92 162.74 236.22 177.24 142.49 148.98 77 198.78 297.92 95.06 67.23 44.77 81.32 163.45 23.3 17.49 18.9 38.19 160.94
BTEX & Trimethylbenzenes 17.29 10.27 4.59 35.3 45.6 69.7 32.9 35.3 22.4 10.63 23.21 17.35 23.78 11.41 9.37 29.5 18.79 5.7 4.59 4.6 9.8 9.4

Notes:

 - Results reported in ug/m3

 - U qualifier denotes laboratory identifed as 'non-detect' at the detection limit shown.
 - R qualifier denotes data felt to be unreliable and therefore rejected
 - Compounds listed represent sub-set of complete list of VOCs tested (USEPA TO-15)
 - Duplicate identifies a Duplicate Sample collected from this location

 - NA indicates that insufficient data set for value calculation.
 - 90th Percentile of Indoor Air Data calculated based on the following Microsoft Excel formula: ROUND((90/100*number of data points+0.5),0)
 - Mean, Standard Deviation, and Range are inclusive of all analytical results including "non-detect" concentrations
(as qualified by "U" qualifier).  Non-detect concentrations were determined by using the reported laboratory method detection limit provided by the analytical laboratory.

 - MS/MSD identifies a Matrix Spike/Matrix Spike Duplicate Sample was collected from this location for Quality Control purposes.
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* Asterik indicates the value listed is the New York State Department of Health (NYSDOH) Air Guideline established in Table 3.1 of the NYSDOH Guidance titled "Evaluating Soil Vapor Intrusion in the State of 

New York", October 2006 and ammendments for PCE in 2013 and TCE in 2015.  The USEPA BASE Database (see below) was also provided for typical background for commercial buildings in order to evaluate 

compounds not listed in the Table 3.1 of the NYSDOH Guidance..

 - USEPA Building Assessment and Survey Evaluation (BASE) Database (90th Percentile).  As recommended in Section 3.2.4 of the NYSDOH Guidance (Refer to Footnote "1") this database is referenced for 

the indoor air sampling results.  This database is also referenced to provide initial benchmarks for comparison to the air sampling data and does not represent regulatory standards or compliance values.

Mean St Deviation
Range 

(Minimum)

Range 

(Maximum)
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690 Saint Paul Street, Rochester, New York

NYSDEC BCP ID No. C828159

LaBella Project No. 209280



Room 126
Total Samples Collected: 1

Room 114

USEPA (2001) (BASE) 

Database - 90th 

Percentile

90th Percentile of 

Indoor Air Data
6/5/2017

1,1,1-Trichloroethane 20.6 0.82 0.82 NA NA NA 0.82 U

1,2,4-Trimethylbenzene 9.5 0.59 0.59 NA NA NA 0.59

1,3,5-Trimethylbenzene 3.7 0.74 0.74 NA NA NA 0.74 U

Acetone 98.9 49.00 49.00 NA NA NA 49

Benzene 9.4 1.20 1.20 NA NA NA 1.2

Chloroethane <1.1 0.40 0.40 NA NA NA 0.40 U

Chloroform 1.1 0.73 0.73 NA NA NA 0.73 U

Chloromethane 3.7 1.30 1.30 NA NA NA 1.3

cis-1,2,-Dichloroethene <1.9 0.59 0.59 NA NA NA 0.59 U

Cyclohexane NL 1.00 1.00 NA NA NA 1

Ethylbenzene 5.7 0.78 0.78 NA NA NA 0.78

Heptane NL 4.20 4.20 NA NA NA 4.2

Isopropyl Alcohol NL 120.00 120.00 NA NA NA 120

m&p-Xylene 22.2 1.30 1.30 NA NA NA 1.3

Methyl Ethyl Ketone NL 2.70 2.70 NA NA NA 2.7

Methyl Isobutyl Ketone NL 1.20 1.20 NA NA NA 1.2 U

Methylene Chloride 60* 2.30 2.30 NA NA NA 2.3

o-Xylene 7.9 0.48 0.48 NA NA NA 0.48

Tetrachloroethylene 30* 1.00 1.00 NA NA NA 1.0

Toluene 43.0 2.70 2.70 NA NA NA 2.7
Trichloroethene 2* 0.21 0.21 NA NA NA 0.21 U

Total VOCs 193.24

BTEX & Trimethylbenzenes 6.6

Notes:

 - U qualifier denotes laboratory identifed as 'non-detect' at the detection limit shown.

 - Compounds listed represent sub-set of complete list of VOCs tested (USEPA TO-15)

 - Duplicate identifies a Duplicate Sample collected from this location

 - MS/MSD identifies a Matrix Spike/Matrix Spike Duplicate Sample was collected from this location for Quality Control purposes.

 - NA indicates that insufficient data set for value calculation.

 - 90th Percentile of Indoor Air Data calculated based on the following Microsoft Excel formula: ROUND((90/100*number of data points+0.5),0)

 - Mean, Standard Deviation, and Range are inclusive of all analytical results including "non-detect" concentrations

(as qualified by "U" qualifier).  Non-detect concentrations were determined by using the reported laboratory method detection limit provided by the analytical laboratory.

 - USEPA Building Assessment and Survey Evaluation (BASE) Database (90th Percentile).  As recommended in Section 3.2.4 of the NYSDOH Guidance (Refer to Footnote 

Mean St Deviation
Range 

(Minimum)

Range 

(Maximum)

* Asterik indicates the value listed is the New York State Department of Health (NYSDOH) Air Guideline established in Table 3.1 of the NYSDOH Guidance titled "Evaluating 

Soil Vapor Intrusion in the State of New York", October 2006 and ammendments for PCE in 2013 and TCE in 2015.  The USEPA BASE Database (see below) was also 



Stairwell
Total Samples Collected: 2

Duplicate

Room 114

USEPA (2001) (BASE) Database - 

90th Percentile

90th Percentile of Indoor Air 

Data 4/18/2017 4/18/2017
1,1,1-Trichloroethane 20.6 NA 0.82 U 0.82 U
1,2,4-Trimethylbenzene 9.5 NA 1 U 1 U
1,3,5-Trimethylbenzene 3.7 NA 0.74 U 0.74 U
Acetone 98.9 NA 28 J 20 J
Benzene 9.4 NA 0.48 U 0.32
Chloroethane <1.1 NA 0.4 U 0.4 U
Chloroform 1.1 NA 0.88 0.88
Chloromethane 3.7 NA 2.1 1.7
cis-1,2,-Dichloroethene <1.9 NA 2.9 2.9
Cyclohexane NL NA 0.62 U 0.52 U
Ethylbenzene 5.7 NA 0.65 U 0.65 U
Heptane NL NA 0.53 0.61
Isopropyl Alcohol NL NA 20 15
m&p-Xylene 22.2 NA 0.65 0.61
Methyl Ethyl Ketone NL NA 1.4 J 1.5 J
Methyl Isobutyl Ketone NL NA 1.2 U 0.7
Methylene Chloride 60* NA 0.63 J 0.52 J
o-Xylene 7.9 NA 0.65 U 0.65 J
Tetrachloroethylene 30* NA 1 U 1 J
Toluene 43.0 NA 0.83 0.83
Trichloroethene 2* NA 3 3.1
Total VOCs 58.92 45.69
BTEX & Trimethylbenzenes 4.26 4.06

Notes:

 - U qualifier denotes laboratory identifed as 'non-detect' at the detection limit shown.

 - Compounds listed represent sub-set of complete list of VOCs tested (USEPA TO-15)

 - Duplicate identifies a Duplicate Sample collected from this location

 - MS/MSD identifies a Matrix Spike/Matrix Spike Duplicate Sample was collected from this location for Quality Control purposes.

 - NA indicates that insufficient data set for value calculation.

 - 90th Percentile of Indoor Air Data calculated based on the following Microsoft Excel formula: ROUND((90/100*number of data points+0.5),0)

 - Mean, Standard Deviation, and Range are inclusive of all analytical results including "non-detect" concentrations

(as qualified by "U" qualifier).  Non-detect concentrations were determined by using the reported laboratory method detection limit provided by the analytical laboratory.

 - USEPA Building Assessment and Survey Evaluation (BASE) Database (90th Percentile).  As recommended in Section 3.2.4 of the 

* Asterik indicates the value listed is the New York State Department of Health (NYSDOH) Air Guideline established in Table 3.1 of the 

NYSDOH Guidance titled "Evaluating Soil Vapor Intrusion in the State of New York", October 2006 and ammendments for PCE in 2013 
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Project: 690 St. Paul Street

Client Sample ID: Rm 134

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-001A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 95,278

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 4/20/2017"Hg-5
Lab Vacuum Out 4/20/2017"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,1,2,2-Tetrachloroethane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,1,2-Trichloroethane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,1-Dichloroethane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,1-Dichloroethene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,2,4-Trichlorobenzene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,2,4-Trimethylbenzene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,2-Dibromoethane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,2-Dichlorobenzene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,2-Dichloroethane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,2-Dichloropropane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,3,5-Trimethylbenzene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,3-butadiene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,3-Dichlorobenzene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,4-Dichlorobenzene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
1,4-Dioxane 4/27/2017 4:34:00 AM0.30 ppbV 1< 0.30
2,2,4-trimethylpentane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
4-ethyltoluene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Acetone 4/27/2017 5:12:00 AM6.0 ppbV 209.2
Allyl chloride 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Benzene J 4/27/2017 4:34:00 AM0.15 ppbV 10.12
Benzyl chloride 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Bromodichloromethane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Bromoform 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Bromomethane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Carbon disulfide 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Carbon tetrachloride 4/27/2017 4:34:00 AM0.040 ppbV 10.060
Chlorobenzene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Chloroethane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Chloroform 4/27/2017 4:34:00 AM0.15 ppbV 10.17
Chloromethane 4/27/2017 4:34:00 AM0.15 ppbV 10.53
cis-1,2-Dichloroethene 4/27/2017 4:34:00 AM0.15 ppbV 10.26
cis-1,3-Dichloropropene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Cyclohexane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Dibromochloromethane 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Ethyl acetate J 4/27/2017 4:34:00 AM0.15 ppbV 10.13

Qualifiers:   

Page 1 of 17

** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Rm 134

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-001A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 95,278

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
Ethylbenzene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Freon 11 4/27/2017 4:34:00 AM0.15 ppbV 10.19
Freon 113 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Freon 114 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Freon 12 4/27/2017 4:34:00 AM0.15 ppbV 10.39
Heptane 4/27/2017 4:34:00 AM0.15 ppbV 10.43
Hexachloro-1,3-butadiene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Hexane J 4/27/2017 4:34:00 AM0.15 ppbV 10.11
Isopropyl alcohol 4/27/2017 5:12:00 AM3.0 ppbV 203.0
m&p-Xylene J 4/27/2017 4:34:00 AM0.30 ppbV 10.17
Methyl Butyl Ketone 4/27/2017 4:34:00 AM0.30 ppbV 1< 0.30
Methyl Ethyl Ketone 4/27/2017 4:34:00 AM0.30 ppbV 10.41
Methyl Isobutyl Ketone 4/27/2017 4:34:00 AM0.30 ppbV 1< 0.30
Methyl tert-butyl ether 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Methylene chloride 4/27/2017 4:34:00 AM0.15 ppbV 10.32
o-Xylene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Propylene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Styrene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Tetrachloroethylene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Tetrahydrofuran 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Toluene 4/27/2017 4:34:00 AM0.15 ppbV 10.27
trans-1,2-Dichloroethene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
trans-1,3-Dichloropropene 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Trichloroethene 4/27/2017 4:34:00 AM0.040 ppbV 10.21
Vinyl acetate 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Vinyl Bromide 4/27/2017 4:34:00 AM0.15 ppbV 1< 0.15
Vinyl chloride 4/27/2017 4:34:00 AM0.040 ppbV 1< 0.040
    Surr: Bromofluorobenzene 4/27/2017 4:34:00 AM70-130 %REC 196.0

Qualifiers:   

Page 2 of 17

** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Rm 107

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-002A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 483,721

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 4/20/2017"Hg-9
Lab Vacuum Out 4/20/2017"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,1,2,2-Tetrachloroethane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,1,2-Trichloroethane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,1-Dichloroethane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,1-Dichloroethene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,2,4-Trichlorobenzene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,2,4-Trimethylbenzene 4/27/2017 5:55:00 AM0.15 ppbV 10.18
1,2-Dibromoethane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,2-Dichlorobenzene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,2-Dichloroethane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,2-Dichloropropane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,3,5-Trimethylbenzene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,3-butadiene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,3-Dichlorobenzene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,4-Dichlorobenzene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
1,4-Dioxane 4/27/2017 5:55:00 AM0.30 ppbV 1< 0.30
2,2,4-trimethylpentane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
4-ethyltoluene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Acetone 4/27/2017 8:05:00 AM6.0 ppbV 206.2
Allyl chloride 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Benzene J 4/27/2017 5:55:00 AM0.15 ppbV 10.13
Benzyl chloride 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Bromodichloromethane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Bromoform 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Bromomethane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Carbon disulfide 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Carbon tetrachloride 4/27/2017 5:55:00 AM0.040 ppbV 10.060
Chlorobenzene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Chloroethane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Chloroform 4/27/2017 5:55:00 AM0.15 ppbV 10.42
Chloromethane 4/27/2017 5:55:00 AM0.15 ppbV 10.75
cis-1,2-Dichloroethene 4/27/2017 8:05:00 AM3.0 ppbV 203.2
cis-1,3-Dichloropropene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Cyclohexane J 4/27/2017 5:55:00 AM0.15 ppbV 10.11
Dibromochloromethane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Ethyl acetate J 4/27/2017 5:55:00 AM0.15 ppbV 10.13

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Rm 107

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-002A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 483,721

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
Ethylbenzene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Freon 11 4/27/2017 5:55:00 AM0.15 ppbV 10.19
Freon 113 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Freon 114 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Freon 12 4/27/2017 5:55:00 AM0.15 ppbV 10.39
Heptane 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Hexachloro-1,3-butadiene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Hexane J 4/27/2017 5:55:00 AM0.15 ppbV 10.14
Isopropyl alcohol 4/27/2017 8:05:00 AM3.0 ppbV 205.2
m&p-Xylene J 4/27/2017 5:55:00 AM0.30 ppbV 10.18
Methyl Butyl Ketone 4/27/2017 5:55:00 AM0.30 ppbV 1< 0.30
Methyl Ethyl Ketone 4/27/2017 5:55:00 AM0.30 ppbV 10.46
Methyl Isobutyl Ketone 4/27/2017 5:55:00 AM0.30 ppbV 1< 0.30
Methyl tert-butyl ether 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Methylene chloride 4/27/2017 5:55:00 AM0.15 ppbV 10.32
o-Xylene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Propylene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Styrene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Tetrachloroethylene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Tetrahydrofuran J 4/27/2017 5:55:00 AM0.15 ppbV 10.13
Toluene 4/27/2017 5:55:00 AM0.15 ppbV 10.32
trans-1,2-Dichloroethene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
trans-1,3-Dichloropropene 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Trichloroethene 4/27/2017 8:05:00 AM0.80 ppbV 202.6
Vinyl acetate 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Vinyl Bromide 4/27/2017 5:55:00 AM0.15 ppbV 1< 0.15
Vinyl chloride 4/27/2017 5:55:00 AM0.040 ppbV 10.27
    Surr: Bromofluorobenzene 4/27/2017 5:55:00 AM70-130 %REC 196.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Stairwell

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-003A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 226,251

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 4/20/2017"Hg-2
Lab Vacuum Out 4/20/2017"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,1,2,2-Tetrachloroethane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,1,2-Trichloroethane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,1-Dichloroethane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,1-Dichloroethene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,2,4-Trichlorobenzene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,2,4-Trimethylbenzene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,2-Dibromoethane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,2-Dichlorobenzene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,2-Dichloroethane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,2-Dichloropropane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,3,5-Trimethylbenzene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,3-butadiene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,3-Dichlorobenzene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,4-Dichlorobenzene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
1,4-Dioxane 4/27/2017 8:45:00 AM0.30 ppbV 1< 0.30
2,2,4-trimethylpentane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
4-ethyltoluene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Acetone 4/27/2017 9:21:00 AM6.0 ppbV 206.0
Allyl chloride 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Benzene 4/27/2017 8:45:00 AM0.15 ppbV 10.17
Benzyl chloride 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Bromodichloromethane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Bromoform 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Bromomethane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Carbon disulfide 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Carbon tetrachloride 4/27/2017 8:45:00 AM0.040 ppbV 10.080
Chlorobenzene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Chloroethane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Chloroform 4/27/2017 8:45:00 AM0.15 ppbV 10.47
Chloromethane 4/27/2017 8:45:00 AM0.15 ppbV 10.79
cis-1,2-Dichloroethene 4/27/2017 9:21:00 AM3.0 ppbV 204.8
cis-1,3-Dichloropropene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Cyclohexane J 4/27/2017 8:45:00 AM0.15 ppbV 10.11
Dibromochloromethane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Ethyl acetate J 4/27/2017 8:45:00 AM0.15 ppbV 10.13

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Stairwell

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-003A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 226,251

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
Ethylbenzene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Freon 11 4/27/2017 8:45:00 AM0.15 ppbV 10.21
Freon 113 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Freon 114 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Freon 12 4/27/2017 8:45:00 AM0.15 ppbV 10.42
Heptane 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Hexachloro-1,3-butadiene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Hexane J 4/27/2017 8:45:00 AM0.15 ppbV 10.13
Isopropyl alcohol 4/27/2017 8:45:00 AM0.15 ppbV 11.8
m&p-Xylene J 4/27/2017 8:45:00 AM0.30 ppbV 10.22
Methyl Butyl Ketone 4/27/2017 8:45:00 AM0.30 ppbV 1< 0.30
Methyl Ethyl Ketone 4/27/2017 8:45:00 AM0.30 ppbV 10.39
Methyl Isobutyl Ketone 4/27/2017 8:45:00 AM0.30 ppbV 1< 0.30
Methyl tert-butyl ether 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Methylene chloride 4/27/2017 8:45:00 AM0.15 ppbV 10.21
o-Xylene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Propylene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Styrene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Tetrachloroethylene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Tetrahydrofuran J 4/27/2017 8:45:00 AM0.15 ppbV 10.12
Toluene 4/27/2017 8:45:00 AM0.15 ppbV 10.36
trans-1,2-Dichloroethene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
trans-1,3-Dichloropropene 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Trichloroethene 4/27/2017 9:21:00 AM0.80 ppbV 203.6
Vinyl acetate 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Vinyl Bromide 4/27/2017 8:45:00 AM0.15 ppbV 1< 0.15
Vinyl chloride 4/27/2017 8:45:00 AM0.040 ppbV 10.47
    Surr: Bromofluorobenzene 4/27/2017 8:45:00 AM70-130 %REC 195.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Rm 117 DUP

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-004A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 357,436

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 4/20/2017"Hg-4
Lab Vacuum Out 4/20/2017"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,1,2,2-Tetrachloroethane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,1,2-Trichloroethane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,1-Dichloroethane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,1-Dichloroethene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,2,4-Trichlorobenzene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,2,4-Trimethylbenzene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,2-Dibromoethane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,2-Dichlorobenzene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,2-Dichloroethane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,2-Dichloropropane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,3,5-Trimethylbenzene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,3-butadiene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,3-Dichlorobenzene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,4-Dichlorobenzene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
1,4-Dioxane 4/27/2017 10:02:00 AM0.30 ppbV 1< 0.30
2,2,4-trimethylpentane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
4-ethyltoluene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Acetone 4/27/2017 10:39:00 AM6.0 ppbV 2012
Allyl chloride 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Benzene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Benzyl chloride 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Bromodichloromethane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Bromoform 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Bromomethane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Carbon disulfide 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Carbon tetrachloride 4/27/2017 10:02:00 AM0.040 ppbV 10.060
Chlorobenzene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Chloroethane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Chloroform 4/27/2017 10:02:00 AM0.15 ppbV 10.18
Chloromethane 4/27/2017 10:02:00 AM0.15 ppbV 11.0
cis-1,2-Dichloroethene 4/27/2017 10:02:00 AM0.15 ppbV 10.73
cis-1,3-Dichloropropene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Cyclohexane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Dibromochloromethane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Ethyl acetate J 4/27/2017 10:02:00 AM0.15 ppbV 10.14

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Rm 117 DUP

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-004A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 357,436

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
Ethylbenzene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Freon 11 4/27/2017 10:02:00 AM0.15 ppbV 10.20
Freon 113 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Freon 114 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Freon 12 4/27/2017 10:02:00 AM0.15 ppbV 10.39
Heptane J 4/27/2017 10:02:00 AM0.15 ppbV 10.13
Hexachloro-1,3-butadiene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Hexane 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Isopropyl alcohol 4/27/2017 10:39:00 AM3.0 ppbV 208.2
m&p-Xylene J 4/27/2017 10:02:00 AM0.30 ppbV 10.15
Methyl Butyl Ketone 4/27/2017 10:02:00 AM0.30 ppbV 1< 0.30
Methyl Ethyl Ketone 4/27/2017 10:02:00 AM0.30 ppbV 10.49
Methyl Isobutyl Ketone 4/27/2017 10:02:00 AM0.30 ppbV 1< 0.30
Methyl tert-butyl ether 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Methylene chloride 4/27/2017 10:02:00 AM0.15 ppbV 10.18
o-Xylene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Propylene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Styrene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Tetrachloroethylene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Tetrahydrofuran 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Toluene 4/27/2017 10:02:00 AM0.15 ppbV 10.22
trans-1,2-Dichloroethene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
trans-1,3-Dichloropropene 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Trichloroethene 4/27/2017 10:02:00 AM0.040 ppbV 10.56
Vinyl acetate 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Vinyl Bromide 4/27/2017 10:02:00 AM0.15 ppbV 1< 0.15
Vinyl chloride 4/27/2017 10:02:00 AM0.040 ppbV 10.070
    Surr: Bromofluorobenzene 4/27/2017 10:02:00 AM70-130 %REC 194.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Duplicate

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-005A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 207,436

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 4/20/2017"Hg-4
Lab Vacuum Out 4/20/2017"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,1,2,2-Tetrachloroethane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,1,2-Trichloroethane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,1-Dichloroethane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,1-Dichloroethene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,2,4-Trichlorobenzene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,2,4-Trimethylbenzene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,2-Dibromoethane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,2-Dichlorobenzene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,2-Dichloroethane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,2-Dichloropropane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,3,5-Trimethylbenzene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,3-butadiene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,3-Dichlorobenzene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,4-Dichlorobenzene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
1,4-Dioxane 4/27/2017 11:20:00 AM0.30 ppbV 1< 0.30
2,2,4-trimethylpentane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
4-ethyltoluene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Acetone 4/27/2017 11:58:00 AM6.0 ppbV 208.6
Allyl chloride 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Benzene J 4/27/2017 11:20:00 AM0.15 ppbV 10.10
Benzyl chloride 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Bromodichloromethane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Bromoform 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Bromomethane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Carbon disulfide 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Carbon tetrachloride 4/27/2017 11:20:00 AM0.040 ppbV 10.060
Chlorobenzene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Chloroethane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Chloroform 4/27/2017 11:20:00 AM0.15 ppbV 10.18
Chloromethane 4/27/2017 11:20:00 AM0.15 ppbV 10.83
cis-1,2-Dichloroethene 4/27/2017 11:20:00 AM0.15 ppbV 10.73
cis-1,3-Dichloropropene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Cyclohexane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Dibromochloromethane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Ethyl acetate J 4/27/2017 11:20:00 AM0.15 ppbV 10.13

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Duplicate

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-005A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 207,436

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
Ethylbenzene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Freon 11 4/27/2017 11:20:00 AM0.15 ppbV 10.20
Freon 113 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Freon 114 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Freon 12 4/27/2017 11:20:00 AM0.15 ppbV 10.41
Heptane 4/27/2017 11:20:00 AM0.15 ppbV 10.15
Hexachloro-1,3-butadiene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Hexane 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Isopropyl alcohol 4/27/2017 11:58:00 AM3.0 ppbV 206.2
m&p-Xylene J 4/27/2017 11:20:00 AM0.30 ppbV 10.14
Methyl Butyl Ketone J 4/27/2017 11:20:00 AM0.30 ppbV 10.12
Methyl Ethyl Ketone 4/27/2017 11:20:00 AM0.30 ppbV 10.52
Methyl Isobutyl Ketone J 4/27/2017 11:20:00 AM0.30 ppbV 10.17
Methyl tert-butyl ether 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Methylene chloride 4/27/2017 11:20:00 AM0.15 ppbV 10.15
o-Xylene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Propylene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Styrene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Tetrachloroethylene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Tetrahydrofuran 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Toluene 4/27/2017 11:20:00 AM0.15 ppbV 10.22
trans-1,2-Dichloroethene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
trans-1,3-Dichloropropene 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Trichloroethene 4/27/2017 11:20:00 AM0.040 ppbV 10.57
Vinyl acetate 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Vinyl Bromide 4/27/2017 11:20:00 AM0.15 ppbV 1< 0.15
Vinyl chloride 4/27/2017 11:20:00 AM0.040 ppbV 10.070
    Surr: Bromofluorobenzene 4/27/2017 11:20:00 AM70-130 %REC 196.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Roof

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-006A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 1185,343

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 4/20/2017"Hg-2
Lab Vacuum Out 4/20/2017"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,1,2,2-Tetrachloroethane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,1,2-Trichloroethane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,1-Dichloroethane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,1-Dichloroethene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,2,4-Trichlorobenzene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,2,4-Trimethylbenzene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,2-Dibromoethane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,2-Dichlorobenzene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,2-Dichloroethane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,2-Dichloropropane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,3,5-Trimethylbenzene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,3-butadiene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,3-Dichlorobenzene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,4-Dichlorobenzene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
1,4-Dioxane J 4/27/2017 12:37:00 PM0.30 ppbV 10.10
2,2,4-trimethylpentane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
4-ethyltoluene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Acetone 4/27/2017 1:16:00 PM6.0 ppbV 207.0
Allyl chloride 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Benzene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Benzyl chloride 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Bromodichloromethane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Bromoform 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Bromomethane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Carbon disulfide 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Carbon tetrachloride 4/27/2017 12:37:00 PM0.040 ppbV 10.070
Chlorobenzene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Chloroethane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Chloroform 4/27/2017 12:37:00 PM0.15 ppbV 10.42
Chloromethane 4/27/2017 12:37:00 PM0.15 ppbV 10.67
cis-1,2-Dichloroethene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
cis-1,3-Dichloropropene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Cyclohexane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Dibromochloromethane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Ethyl acetate 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Roof

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-006A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 1185,343

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
Ethylbenzene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Freon 11 4/27/2017 12:37:00 PM0.15 ppbV 10.21
Freon 113 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Freon 114 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Freon 12 4/27/2017 12:37:00 PM0.15 ppbV 10.39
Heptane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Hexachloro-1,3-butadiene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Hexane 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Isopropyl alcohol 4/27/2017 12:37:00 PM0.15 ppbV 10.72
m&p-Xylene 4/27/2017 12:37:00 PM0.30 ppbV 1< 0.30
Methyl Butyl Ketone J 4/27/2017 12:37:00 PM0.30 ppbV 10.18
Methyl Ethyl Ketone J 4/27/2017 12:37:00 PM0.30 ppbV 10.19
Methyl Isobutyl Ketone J 4/27/2017 12:37:00 PM0.30 ppbV 10.20
Methyl tert-butyl ether 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Methylene chloride 4/27/2017 12:37:00 PM0.15 ppbV 10.16
o-Xylene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Propylene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Styrene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Tetrachloroethylene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Tetrahydrofuran 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Toluene J 4/27/2017 12:37:00 PM0.15 ppbV 10.14
trans-1,2-Dichloroethene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
trans-1,3-Dichloropropene 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Trichloroethene 4/27/2017 12:37:00 PM0.040 ppbV 10.27
Vinyl acetate 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Vinyl Bromide 4/27/2017 12:37:00 PM0.15 ppbV 1< 0.15
Vinyl chloride 4/27/2017 12:37:00 PM0.040 ppbV 1< 0.040
    Surr: Bromofluorobenzene 4/27/2017 12:37:00 PM70-130 %REC 1100

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Elevator

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-007A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 237,388

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 4/20/2017"Hg-6
Lab Vacuum Out 4/20/2017"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1,1-Trichloroethane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,1,2,2-Tetrachloroethane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,1,2-Trichloroethane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,1-Dichloroethane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,1-Dichloroethene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,2,4-Trichlorobenzene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,2,4-Trimethylbenzene 4/27/2017 1:58:00 PM0.15 ppbV 10.35
1,2-Dibromoethane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,2-Dichlorobenzene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,2-Dichloroethane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,2-Dichloropropane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,3,5-Trimethylbenzene J 4/27/2017 1:58:00 PM0.15 ppbV 10.12
1,3-butadiene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,3-Dichlorobenzene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,4-Dichlorobenzene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
1,4-Dioxane J 4/27/2017 1:58:00 PM0.30 ppbV 10.10
2,2,4-trimethylpentane J 4/27/2017 1:58:00 PM0.15 ppbV 10.12
4-ethyltoluene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Acetone 4/28/2017 1:59:00 AM3.0 ppbV 107.7
Allyl chloride 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Benzene 4/27/2017 1:58:00 PM0.15 ppbV 10.41
Benzyl chloride 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Bromodichloromethane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Bromoform 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Bromomethane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Carbon disulfide 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Carbon tetrachloride 4/27/2017 1:58:00 PM0.040 ppbV 10.070
Chlorobenzene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Chloroethane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Chloroform 4/27/2017 1:58:00 PM0.15 ppbV 10.26
Chloromethane 4/27/2017 1:58:00 PM0.15 ppbV 10.74
cis-1,2-Dichloroethene 4/27/2017 1:58:00 PM0.15 ppbV 10.21
cis-1,3-Dichloropropene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Cyclohexane J 4/27/2017 1:58:00 PM0.15 ppbV 10.14
Dibromochloromethane 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Ethyl acetate 4/27/2017 1:58:00 PM0.15 ppbV 10.23

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Elevator

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-007A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 237,388

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
Ethylbenzene 4/27/2017 1:58:00 PM0.15 ppbV 10.16
Freon 11 4/27/2017 1:58:00 PM0.15 ppbV 10.21
Freon 113 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Freon 114 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Freon 12 4/27/2017 1:58:00 PM0.15 ppbV 10.41
Heptane 4/27/2017 1:58:00 PM0.15 ppbV 10.19
Hexachloro-1,3-butadiene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Hexane 4/27/2017 1:58:00 PM0.15 ppbV 10.47
Isopropyl alcohol 4/27/2017 1:58:00 PM0.15 ppbV 12.0
m&p-Xylene 4/27/2017 1:58:00 PM0.30 ppbV 10.58
Methyl Butyl Ketone J 4/27/2017 1:58:00 PM0.30 ppbV 10.18
Methyl Ethyl Ketone 4/27/2017 1:58:00 PM0.30 ppbV 10.53
Methyl Isobutyl Ketone J 4/27/2017 1:58:00 PM0.30 ppbV 10.14
Methyl tert-butyl ether 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Methylene chloride 4/27/2017 1:58:00 PM0.15 ppbV 10.34
o-Xylene 4/27/2017 1:58:00 PM0.15 ppbV 10.22
Propylene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Styrene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Tetrachloroethylene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Tetrahydrofuran 4/27/2017 1:58:00 PM0.15 ppbV 10.26
Toluene 4/27/2017 1:58:00 PM0.15 ppbV 10.89
trans-1,2-Dichloroethene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
trans-1,3-Dichloropropene 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Trichloroethene 4/27/2017 1:58:00 PM0.040 ppbV 10.17
Vinyl acetate 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Vinyl Bromide 4/27/2017 1:58:00 PM0.15 ppbV 1< 0.15
Vinyl chloride 4/27/2017 1:58:00 PM0.040 ppbV 10.040
    Surr: Bromofluorobenzene 4/27/2017 1:58:00 PM70-130 %REC 1100

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Area In

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-008A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 1192,145

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 4/20/2017"Hg-7
Lab Vacuum Out 4/20/2017"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1-Dichloroethene 4/26/2017 10:27:00 AM0.15 ppbV 1< 0.15
Chloroethane 4/26/2017 10:27:00 AM0.15 ppbV 1< 0.15
cis-1,2-Dichloroethene 4/26/2017 10:27:00 AM0.15 ppbV 1< 0.15
trans-1,2-Dichloroethene 4/26/2017 10:27:00 AM0.15 ppbV 1< 0.15
Trichloroethene 4/26/2017 10:27:00 AM0.040 ppbV 1< 0.040
Vinyl chloride 4/26/2017 10:27:00 AM0.040 ppbV 1< 0.040
    Surr: Bromofluorobenzene 4/26/2017 10:27:00 AM70-130 %REC 197.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Outdoor

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-009A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 539,338

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 4/20/2017"Hg-6
Lab Vacuum Out 4/20/2017"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1-Dichloroethene 4/26/2017 11:17:00 AM0.15 ppbV 1< 0.15
Chloroethane 4/26/2017 11:17:00 AM0.15 ppbV 1< 0.15
cis-1,2-Dichloroethene 4/26/2017 11:17:00 AM0.15 ppbV 1< 0.15
trans-1,2-Dichloroethene 4/26/2017 11:17:00 AM0.15 ppbV 1< 0.15
Trichloroethene 4/26/2017 11:17:00 AM0.040 ppbV 1< 0.040
Vinyl chloride 4/26/2017 11:17:00 AM0.040 ppbV 1< 0.040
    Surr: Bromofluorobenzene 4/26/2017 11:17:00 AM70-130 %REC 199.0

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits



Project: 690 St. Paul Street

Client Sample ID: Bldg 16

Collection Date: 4/18/2017
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1704061

Lab ID: C1704061-010A

DF

Centek Laboratories, LLC Date: 09-May-17

Tag Number: 1180,404

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 4/20/2017"Hg-13
Lab Vacuum Out 4/20/2017"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1-Dichloroethene 4/26/2017 12:16:00 PM0.15 ppbV 1< 0.15
Chloroethane 4/26/2017 12:16:00 PM0.15 ppbV 1< 0.15
cis-1,2-Dichloroethene 4/26/2017 12:16:00 PM0.15 ppbV 1< 0.15
trans-1,2-Dichloroethene 4/26/2017 12:16:00 PM0.15 ppbV 1< 0.15
Trichloroethene 4/26/2017 12:16:00 PM0.040 ppbV 10.090
Vinyl chloride 4/26/2017 12:16:00 PM0.040 ppbV 1< 0.040
    Surr: Bromofluorobenzene 4/26/2017 12:16:00 PM70-130 %REC 1101

Qualifiers:   
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** Quantitation Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Estimated Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected below quantitation limit
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Limit of Detection
S Spike Recovery outside accepted recovery limits
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Project: 690 St Paul

Client Sample ID: GEVA IN

Collection Date: 2/25/2016
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1603001

Lab ID: C1603001-001A

DF

Centek Laboratories, LLC Date: 14-Mar-16

Tag Number: 245,393

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 3/1/2016"Hg-2
Lab Vacuum Out 3/1/2016"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1-Dichloroethene 3/3/2016 4:41:00 AM0.15 ppbV 1< 0.15
Chloroethane 3/3/2016 4:41:00 AM0.15 ppbV 1< 0.15
cis-1,2-Dichloroethene 3/3/2016 4:41:00 AM0.15 ppbV 1< 0.15
trans-1,2-Dichloroethene 3/3/2016 4:41:00 AM0.15 ppbV 1< 0.15
Trichloroethene 3/3/2016 4:41:00 AM0.040 ppbV 1< 0.040
Vinyl chloride 3/3/2016 4:41:00 AM0.040 ppbV 1< 0.040
    Surr: Bromofluorobenzene 3/3/2016 4:41:00 AM70-130 %REC 1120

Qualifiers:   

Page 1 of 2

** Reporting Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected at or below quantitation limits
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Reporting Limit
S Spike Recovery outside accepted recovery limits
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Project: 690 St Paul

Client Sample ID: GEVA OUT

Collection Date: 2/25/2016
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1603001

Lab ID: C1603001-002A

DF

Centek Laboratories, LLC Date: 14-Mar-16

Tag Number: 1187,1167

FIELD PARAMETERS FLD Analyst:
Lab Vacuum In 3/1/2016"Hg-4
Lab Vacuum Out 3/1/2016"Hg-30

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1-Dichloroethene 3/3/2016 5:57:00 AM0.15 ppbV 1< 0.15
Chloroethane 3/3/2016 5:57:00 AM0.15 ppbV 1< 0.15
cis-1,2-Dichloroethene 3/3/2016 5:57:00 AM0.15 ppbV 1< 0.15
trans-1,2-Dichloroethene 3/3/2016 5:57:00 AM0.15 ppbV 1< 0.15
Trichloroethene 3/3/2016 5:57:00 AM0.040 ppbV 1< 0.040
Vinyl chloride 3/3/2016 5:57:00 AM0.040 ppbV 1< 0.040
    Surr: Bromofluorobenzene 3/3/2016 5:57:00 AM70-130 %REC 176.0

Qualifiers:   

Page 2 of 2

** Reporting Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected at or below quantitation limits
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Reporting Limit
S Spike Recovery outside accepted recovery limits
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Project: 690 St Paul

Client Sample ID: GEVA IN

Collection Date: 2/25/2016
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1603001

Lab ID: C1603001-001A

DF

Centek Laboratories, LLC Date: 14-Mar-16

Tag Number: 245,393

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1-Dichloroethene 3/3/2016 4:41:00 AM0.59 ug/m3 1< 0.59
Chloroethane 3/3/2016 4:41:00 AM0.40 ug/m3 1< 0.40
cis-1,2-Dichloroethene 3/3/2016 4:41:00 AM0.59 ug/m3 1< 0.59
trans-1,2-Dichloroethene 3/3/2016 4:41:00 AM0.59 ug/m3 1< 0.59
Trichloroethene 3/3/2016 4:41:00 AM0.21 ug/m3 1< 0.21
Vinyl chloride 3/3/2016 4:41:00 AM0.10 ug/m3 1< 0.10

Qualifiers:   

Page 1 of 2

** Reporting Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected at or below quantitation limits
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Reporting Limit
S Spike Recovery outside accepted recovery limits
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Project: 690 St Paul

Client Sample ID: GEVA OUT

Collection Date: 2/25/2016
Matrix: AIR

Analyses Result Qual Units Date Analyzed**Limit

CLIENT: LaBella Associates, P.C.
Lab Order: C1603001

Lab ID: C1603001-002A

DF

Centek Laboratories, LLC Date: 14-Mar-16

Tag Number: 1187,1167

1UG/M3 W/ 0.25UG/M3 CT-TCE-VC TO-15 Analyst: RJP
1,1-Dichloroethene 3/3/2016 5:57:00 AM0.59 ug/m3 1< 0.59
Chloroethane 3/3/2016 5:57:00 AM0.40 ug/m3 1< 0.40
cis-1,2-Dichloroethene 3/3/2016 5:57:00 AM0.59 ug/m3 1< 0.59
trans-1,2-Dichloroethene 3/3/2016 5:57:00 AM0.59 ug/m3 1< 0.59
Trichloroethene 3/3/2016 5:57:00 AM0.21 ug/m3 1< 0.21
Vinyl chloride 3/3/2016 5:57:00 AM0.10 ug/m3 1< 0.10

Qualifiers:   

Page 2 of 2

** Reporting Limit . Results reported are not blank corrected
B Analyte detected in the associated Method Blank E Value above quantitation range
H Holding times for preparation or analysis exceeded J Analyte detected at or below quantitation limits
JN Non-routine analyte. Quantitation estimated. ND Not Detected at the Reporting Limit
S Spike Recovery outside accepted recovery limits
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PROJECT NAME:  NYSDEC BCP SITE NO. C828159

LOCATION:  690 ST. PAUL STREET, ROCHESTER, NEW YORK

LABELLA PROJECT # : 209280

MP-1 MP-2 MP-3 MP-4 MP-5 MP-6 MP-7 MP-8 MP-9 MP-10 MP-11

Jan-09 -0.133 -0.152 -0.170 -0.153 0.047 0.050 -0.005 -0.012 NA -0.662 NA

Dec-09 -0.028 -0.162 -0.184 -0.184 NA 0.048 -0.009 -0.006 NA NA NA

Feb-10 -0.139 -0.139 -0.148 -0.151 0.028 0.032 0.006 0.016 0.034 NA NA

Mar-10 -0.028 -0.130 -0.177 -0.174 0.021 0.013 0.000 -0.005 -0.202 NA NA

Apr-10 -0.043 -0.129 -0.116 -0.189 0.016 0.018 0.000 -0.009 -0.0290 NA NA

May-10 -0.155 -0.171 -0.184 -0.222 0.005 0.020 0.000 -0.008 -0.024 NA NA
Jun-10 -0.168 -0.218 -0.210 -0.205 0.000 -0.007 -0.017 -0.181 -0.206 NA NA

Aug-10 0.067 0.048 0.022 0.041 0.002 0.00 -0.017 -0.092 -0.263 NA NA

Oct-10 0.038 0.021 0.008 0.011 0.001 0.00 -0.020 -0.090 -0.239 NA NA

Dec-10 0.000 -0.103 -0.162 -0.126 0.041 0.049 0.003 0.000 0.000 NA NA

Feb-11 -0.057 NA NA NA 0.025 0.014 0.000 -0.005 -0.011 NA NA

Jul-11 -0.060 NA -0.179 NA 0.000 0.003 0.000 0.000 -0.017 NA NA

Aug-11 -0.092 -0.127 NA -0.173 0.000 0.000 -0.001 -0.006 -0.066 NA NA

14-Sep-11 -0.097 -0.201 -0.212 -0.21 -0.044 -0.019 -0.010 -0.038 -0.054 NA NA Initiate Pilot Test

23-Sep-11 -0.004 -0.074 -0.129 -0.233 -0.022 -0.023 0.000 -0.001 -0.201 NA NA Terminate Pilot Test Post Readings

28-Dec-11 -0.148 -0.172 -0.178 -0.180 0.073 0.074 -0.027 0.000 -0.138 NA NA

30-Mar-12 -0.008 -0.0018 -0.0098 -0.148 0.037 0.039 0.000 0.000 -0.012 NA NA

19-Apr-12 0.000 -0.035 -0.025 -0.06 0.013 0.011 0.000 0.000 0.000 NA NA Fan #2 (West) Down

26-Apr-12 0.000 -0.124 -0.045 -0.029 0.000 0.000 0.000 0.000 0.000 NA NA Fan #2 (West) Up and 2 new systems 

30-Apr-12 0.000 -0.116 -0.094 -0.093 0.000 0.000 -0.005 -0.003 -0.004 NA NA

25-May-12 --- --- --- --- -0.038 -0.039 0.000 0.000 --- NA NA

5-Jun-12 0.000 -0.044 -0.053 --- -0.024 -0.029 0.000 -0.005 0.000 NA NA

12-Jun-12 0.000 --- --- --- --- -0.03 0.000 0.000 0.000 NA NA

12-Jun-12 -0.018 --- --- --- -0.023 -0.024 0.000 0.000 -0.115 NA NA

14-Jun-12 -0.020 -0.119 -0.110 -0.147 -0.009 -0.013 0.000 0.000 -0.211 NA NA

19-Jun-12 -0.140 -0.087 -0.064 -0.169 -0.020 -0.021 -0.018 0.000 -0.184 NA NA

13-Jul-12 -0.109 -0.174 --- -0.217 -0.019 -0.029 0.000 0.000 -0.155 NA NA

24-Jul-12 -0.117 -0.086 -0.18 -0.217 -0.014 -0.015 0.000 0.000 -0.016 NA NA

12-Nov-12 -0.057 -0.167 -0.242 -0.218 -0.005 -0.004 0.000 0.000 -0.168 NA -0.049

21-Mar-13 -0.135 -0.121 -0.142 -0.136 0.000 0.000 0.001 0.000 -0.084 NA -0.032

23-Jul-13 -0.167 -0.209 -0.247 -0.228 -0.037 -0.033 0.003 0.000 -0.084 NA -0.071

20-Sep-13 -0.160 -0.221 -0.227 -0.236 -0.044 -0.037 -0.011 -0.003 -0.152 NA -0.064

28-Jan-14 -0.079 -0.035 -0.127 -0.111 0.026 0.020 0.020 0.000 -0.101 NA -0.044 Fans #3 & #4 Down (Turned on and 

27-Jan-15 -0.032 -0.034 -0.033 -0.018 0.000 -0.046 -0.034 0.000 -0.038 NA NA

17-Feb-16 -0.075 -0.025 -0.033 -0.089 -0.062 -0.031 -0.025 NA* -0.022 NA NA

18-Apr-17 -0.088 -0.045 -0.109 -0.092 -0.044 -0.031 -0.030 NA* -0.055 NA NA

Notes:

 - All measurements shown in Inches of Water Column (" WC)

"---" = not collected

NA = Not Accessible at the time of sampling

*Monitoring point location MP-8 is not longer accessible as renovations in the building by the occupant have made the point unaccessible

Operation Notes

System Working

Fan #1 (East) Down

System Working

System Working

Systems Working

Fan Switched Between 2 New Systems

System Working

System Working

Date
Monitoring Point Identification & Measurements (" WC)

Sub-Slab Depressurization System - Pressure Field Extension Testing Results



PROJECT NAME:  NYSDEC BCP SITE NO. C828159

LOCATION:  690 ST. PAUL STREET, ROCHESTER, NEW YORK

LABELLA PROJECT #  209280

LABELLA REP:  M. PELYCHATY

DATE:

WEATHER: ~80-85 F, CLOUDY

CHASE

6TH FLOOR PIPING

PIPING ON ROOF

EXHAUST POINT ABOVE ROOF

TUBING

VACUUM GAUGES

INTEGRITY OF JOINT SEALS

BALL VALVES ON TRAPS

CONDITION OF LABELS

OVERALL CONDITION OF SSDS

NOTES:

SUB-SLAB DEPRESSURIZATION 

SYSTEM INSPECTION FORM

April 18, 2017

LOCTION OPERATIONAL
VACUUM READING 

(INCHES OF WATER)
ALARM WORKING

SSDS WEST YES 3.0 YES

SSDS EAST YES 9.5 YES

GOOD GOOD

SSDS FAN #3 YES 1.85 YES

SSDS FAN #4 YES 0.075 YES

SSDS PIPING CHECK CONDITION (GOOD/FAIR/POOR)

AS FOUND CONDITION AS LEFT CONDITION

GOOD GOOD

GOOD GOOD

GOOD GOOD

GOOD GOOD

GOOD GOOD

GOOD GOOD

GOOD GOOD

GOOD GOOD

GOOD GOOD



PROJECT NAME:  NYSDEC BCP SITE NO. C828159

LOCATION:  690 ST. PAUL STREET, ROCHESTER, NEW YORK

LABELLA PROJECT #  209280

LABELLA REP:  M. PELYCHATY

DATE:

WEATHER: ~20-30 F, CLOUDY, INTERMITTENT SNOW

CHASE

6TH FLOOR PIPING

PIPING ON ROOF

EXHAUST POINT ABOVE ROOF

TUBING

VACUUM GAUGES

INTEGRITY OF JOINT SEALS

BALL VALVES ON TRAPS

CONDITION OF LABELS

OVERALL CONDITION OF SSDS

NOTES:

SSDS PIPING CHECK CONDITION (GOOD/FAIR/POOR)

GOOD

GOOD

GOOD

GOOD

AS FOUND CONDITION AS LEFT CONDITION

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

GOOD

YES

3.0 YES

YES

YES

SSDS EAST

SSDS FAN #3

SSDS FAN #4

YES 10.0

YES 0.40

YES 0.07

SSDS WEST YES

February 17, 2016

SUB-SLAB DEPRESSURIZATION 

SYSTEM INSPECTION FORM

VACUUM READING 

(INCHES OF WATER)
OPERATIONALLOCTION ALARM WORKING
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